R

Southern Building Code Congress, Inc. 900 Montclair Road, Birmingham, AL,35213-1206, (205) 591-
1833, web page ww.sheoiorg. T Bt .

Comm 61.06 Fees. Fees for petitions for variance, product approval, notice -
registrations, plan examination and approval, and for inspection of buildings, structures, and
heating and ventilating shall be submitted as specified in ch. Comm 2. F ees shall be submitted
at the time the application for approval is submiitted: No ‘plan examinations, approvals or '
inspections may be made until the fees are received. . e
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Subchapter I1 — Responsibilities, Appeals,
" 'Petitions and Penalties S

_ Comm 61.20 Responsibilities. (1) OWNER. Compliance with this code does nof
relieve the owner of a pub ‘building or place of employment from compliance with the
adm:mstratzve m}es ﬁstahlishﬁdbycthﬁrstategunsdwﬂﬂns B SR SR

(7

7 Mote: PurSuant tés 101.11(2) (a), Stals., no employer or owner, or other person shall hereafter
construct or occupy or maintain any place of employment, or public building, that is not safe, nor-prepate plans

which shall fail to provide for making the same safe.

(2) DESIGN. (a) Pursuant to ch. 443, Stats., a public building, structure or place of
employment shall be designed by an architect or an engineer, except as provided under ss.
443.14 and 443.15, Stats. | . -

- {b)Pursuant to ch. 443, Stats., a component or a system, including an electrical system,
a fire protection system, a heating ventilating and air.conditioning system, ora plumbing
system, for a public building, structure or place of employment shall be designed by an
architect, engineer or a designer of engineering systems, except as provided under ss. 443.14
and 443.15, Stats. '

Note: Sections 443.14 and 443.15 read:

443.14 'Exempt.per_sm_:s. ‘The following persons, while practicing within the scope of their respective
exemptions, shall be exempt from this.chapter: =~ . -

(1) An employee of a person holding a certificate of Tegistration in this state who is engaged in the
practice of architecture or professional engineering and an employee of a person temporarily exempted from -

- registration, if the practice does not include responsible charge of architecture or professional engineering practice.
" {2) Officers and employees of the federal government while engaged within this state in the practice of
architecture, Jandscape architecture or professional engineering for the federal government.

(3) A public service company and its regular employees acting in its behalf where the professional
engineering services rendered are in connection with its facilities which are subject to regulation, supervision and
control by 2 commission of this state or of the federal government. . - R ; ' :

- {4) Any person who practices architecture or professional engineering, exclusively as a regular employee
of a private company or corporation, by rendering to the company or corporation architectural or professional
engineering services in connection with its ‘operations, so'long as the person is thus actually and exclusively
employed and no longer, if the compatty or corporation has at least one architect or professional engineer who is
registered under this chapter in responsible charge of the company's or corporation’s architectural or professional
engineering work in this state,

(5) A person engaged in the manufacture of a product or unit, mcluding laboratory research affiliates of
the person, where the services performed are the design, assembly, manufacture, sale or installation of that product
or unit. "Product or unit” does net include any building.

(6) Notwithstanding any other provision of this chapter, contractors, subcontractors or construction
material or equipment suppliers are not required to register under this chapter to perform or undertake those
activities which historically and customarily have been performed by them in their respective trades and
specialties, including, but not limited to, the preparation and use of drawings, specifications or layouts within a
construction firm or in construction operations, superintending of construction, installation and alteration of
equipment, cost estimating, consultation with architects, professional engineers or owners concerning materials,
equipment, methods and techniques, and investigations or consultation with respect to construction sites, provided
all such activities are performed solely with respect to the performance of their work on buildings or with respect
to supplies or materials furnished by them for buildings or structures or their appurtenances which are, or which
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are to be, erected, enlarged or materially altered in accordance with plans and specifications prepared by architects
or professional engineers, or by persons exempt under subs, (1) to (5) while practicing within the scope of their
exemption. ' o ‘ o ‘

(7) This chapter does not require manufacturers or their material or equipment suppliers to register under
this chapter in order to enable them to perfi enginecring in the design, assembly, manufacture, sale or
installation of their respective products. . o oo T il R e '

.. {8) The following persons doing sutveying work are sexe:r'igt-fmm?ihé provisions of this chapter:
. A2) Anemployee of a land surveyor registeréd in this state orauthorized fo practice under a permit, while
working under the supervision of the employer. Such exempt employee shall not be in responsible ¢harge of land
SWIVYINE. . .. oo con e L _
. {b) Officers and employees of the federal government while engaged in land'surveying for the federal
BOVEIBIICRL . . oo i e e e
- {c). Employees-of this state-while-engaged in land surveying for the state. ~ " e
.. {d) Employees of public utilities regulated by the public service commission in land surveying for such
{9):A license shall not be required for an‘owner to survey his or her own land for purposes other than for

sale, .
(10) Any person employed by a county or this:state who is engaged in the planning, design, installation or
regulation of land and water conservation activities under ch. 92 or 5. 281.65 and who is certified under 5. 92.18,
_-..(11) Any land surveyor registered under 5. 443.06 who is engaged in the planning, design, installation or
regulation of land and water conservation activities under ch. 92 or s. 281,65, , S
- {12m) A well driller, as defined in's. 280.01 (7), who is engaged in well drilling, as defined in 5. 280.01
(13) A professional engineer who, while engaged in the practice of professional engineering in. . . .

accordance with this chapter, collects, investigates; interprets or evaluates data relating to soil, Tock, groundwater,
surface water, gases or other carth conditions, or uses that data for analysis, consultation, planning, design or
construction. '

(14) A person who, while engaged in the practice of professional geology, hydrology or soil science as
defined in's. 470.01.(2), {3) or (4), practices professional engineering, if the acts that involve the practice of -

professional engineering are also part.of the practice of professional geology, hydrology or 's_qﬂ science,

.. 44315 Exempt buildings. (1) Nothing in this chapter prevents any person from advertisingand- . - -
performing services, including consuliation, investigation; evahation, in connection with and making plans and
specifications for, or supervising the erection, enlargement or alterations of any of the following buildings:

 :(a). Dwellings for single familics, and outbuildings in connection with single-family dwellings, including,
. (b} Apartment buildings nsed exclusively as the residence of not more than 2 families.
(c) Buildings used exclusively for agricultural purposes. )
(d} Temporary buildings or sheds used exclusively for construction purposes, not exceeding 2 stories in
height, and not used for living quarters. - .. oo e e o
.. {2) Nothing in this chapter prevents any person, firm or corporation from making plans ‘and specifications
for or supervising the erection, enlargement or alteration of any new building containing less than 50,000 cubic
feet total volurne or addition to a building which by reason of such addition results in a building containing less
than 50,000 cubic feet total volume or structural alteration to a building containing less than 50,000 cubic feet total
volume. Nothing in this chapter prevents any person, firm or corporation from making repairs or interior
alterations to buildings which do not affect health or safety. ) ' '
(3) Any multiple family building having a common roof and party walls shall be deemed a single building
for purposes of this section. . . . - ' . .
(4) This section does not apply to-inspection and service work done by employees of insurance rating
bureaus, insurance service bureaus, insurance companies of insurance agents.” ' '

. Comm 61.21 Appeals. (1) APPEAL OF DEPARTMENT ORDER. Pursuant to s.
101.02 (6) (¢), Stats., any person who owns or occupies a property that is affected by an order
of the department may petition the department for a hearing on the reasonableness of the order.
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_ (2) APPEAL OF LOCAL ORDER. Pursuant to's. 101 02(7)(b), Stats., any person
affactad by a local order that isin conflict thh an order of the department may pem}on the
dcpax'tmem fm 2 heanng

-Stats éeﬁnﬁs “losai nrder” a5 auy erdmce order, mile-or detennmanxm
hoa;’d of trustees orthe village board, of any vﬁiage or ¢ity, orthe board
ality, or an erder or dxzecuﬁn ﬂf my efﬁmal ef sar:h mumcfpahty, upxm aay mam:r over

deﬁa:mwntizas urisdiction, - .

- Sectmﬁ 101.02 (7) (c) reads: Up{m m:pt ef such pmtinu :h: depamnem shaii erder a hearing thereon, to
consider. md determme the issues, msad by such appeal, such hearing to be held in the village, city or mﬁampa}ny where
the focal order appeaieﬂ from was ‘made. Notice of the time and place of such hearing shall be given 10 the petitioner and -
such other- persons as the department may. find direcily interested in’ such dec:sma, including the clérk of the ‘municipality or
town from which such appeal comes. If upon such investigation it shall be found that the local order appealed from is
unreasonable and in conflict with ﬁzc order of tize tk.parmm the depammm may modafy ity nrder and shall substitute for
the iocal order: appealed from such order as shallbe: reasmabie :md izgai inthe premises, and thereafler the said local order
- shall; m sucb pa;‘m:aiars, be vs;d anfi of m ef“fﬂct - _ _

rszote. Sact:on 101 91 B

S CONT] 1 HEARIN 311 addlimn to any other nght pmv;ded by faw;
any mterested persen may ﬁle a wmten request for a wntested case hearmg, as spmiﬁed ins.

227 42 Stats S _ - CrngrcXe
T T ke
(4) PETITID’N OF ADMB*HSTRA:-, ats., any
mummpahty, cergoratwn or any. 5 or.more: persans hamg an interestin arrad 'stratwe mle

may petxt;on ﬁlf: dcparimem requesimg the: adoptmn, amendment or repeal nf the tule.

Comm 61.22 Petition fm"%’ iriance. The depart :":hali consider. and may grant a
variance to a provision of this code in accordance with ch. Comm 3. The: petition for '
vanance shali mciude whcre apphcahlc a ;msmon statement from the ﬁrf: éepartmani havmg

Note: "-Chapzer Cemm 3 reqmres ﬂze submmai ar a pennon fur varmzwe form (S&HBS?Q} and a fce
and that an'equivalency is established i in the petition for variance which meets the intent of the rule being
peﬂnoned ‘Chapter Comm 3 also requires the de;:armnz m process regular peiztmns wﬁhm 3(3 busmﬁss days
and pnnnty patmens waﬁam 10 busmess days i N _

Nete' ’I‘he df:pamm: fﬂrms reqmmd in ih:s chapier are: avmiahie fram the Safety and Buﬁdmgs
Division at P.O, Box 7162, Madison, WI53707-7162; 0r at: teiﬁ;&'hane 6@8?’266»»»3}52 and 608:’264-8’?7? (TTY),

orat the Safety and Bmldmgs web site at www cmmncrce state. w1 s".f

Camm 61, 23 Pena}txes. Pﬁnaims fcr woiatsons shail be assessad n amrdancs wﬁh S8, -
101.02 (12) and (13) (a), and 101.978, Stats. o i .

* Note: Section 101.02 '{' 13) (a), Stats., indicates penaims will bc assessed agamst any empiaye: employe,
owner or othet person who fails or refuses to perform any. duty lawfully.enjoined, within the time prescribed by
the department, for which no penalty has. been specifically provided; or who fails, neglecis or refuses 1o comply
with any lawful order made by the de;zamm:m or any judgment or decree made by any court in: connection with
ss. 101.01 o 101.25. For each such violation, failure or refusal, such employe, owner or other pérson-must farfezt
and pay into ﬁ:ae sme trcasnry a sum mt 1esg than $}ﬁ nor Imrs than 310{} for each waiatmn - -
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Note: Section 101.02 (12}, Stats., indicates that every day during which any person, persons, corporation
or any officer, agent or employe thereof, faxis 1o observe and comply with an order of the department will
constitute a scparate and d:stmct ﬂoiauon of such etdcx : _

o Note' Sacﬂon 101 978, Stats reads, “Any person who violates this subchapter or any tules promulgated
under this subchapter shall forfeit not less than 325 normore than: $5§}9 for ‘each oﬁense ‘Each day of contmued

vmlatmn conshmtcs a separate offense.”
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L Sbckapter T - PlanReview. .

Comm 61.30 Plan review and approval. (1) TYPES OF BUILDINGS. (a) Exceptas -
provided in par. (b), the construction of, the alteration of or the addition to-a public building or
a place of employment may not commence unless plans for the project have been submitted to
and approved by department or its authorized representative in accordance with s Comm
61.31.

{b) 1. Plans for the types of public buildings and places of employment and
components thereof delineated in Table 61.30-1-do not need to be submitted and approved by
the department or authorized representative prior to commencement of the project.

Note: The exemption under par. (b} for not having fo submit and obtain prior approval from the
department for specific building projects does not waive the obligation for these type of projectsto conform to the

- _' '. :N{E?ieﬁ T,he éxémpﬁﬁn;mﬁer par {b) for not having to .suimﬁt.zh_aﬂ' :qbséin pnor approval from the
department for specific building projects does not-prohibit a municipality from requiring the submission, review
and approval of plans by the municipality or-does'net supercede the necessity of obtaining local building permits

PO

prior to the commencement of the project.  “~sf Aey

- Table 61.30-1
Buildings Exempt from Plan Review

~ Building Type of Occupancy - — Building Desoripiion

Assembly Group A-2 - /
- Busmmess Growp B 7 DT TN T Clmidno e
_FactoryGroupF 7T “Containing less than 25,000 cubic feet in volume - |
Mercantile Group M
Residential R
Utility and Miscellaneous Group U |

S . . - “-‘\.\
2. ‘Plans for the types of public buildings and places of employment and components
thereof delineated in Table 61.30-2 do not need to be submitted and approved by the
department or authorized representative prior to commencement of the project provided all of

the following conditions are met:

a. The building or the component thereof is designed by a registered individual under
ch. 443, Stats,
b. The project is supervised by an individual in accordance with s. Comm 61.50.

3. a. Where the exemption in subd. 2. is elected, a notice shall be filed with the
department or its authorized representative, that identifies the building location, the name and
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address of the bmldmg owner, and the name and Wisconsin mg:stmtmn number for the
dﬁSlgﬁﬁl‘ and supervising, professional... enl e ad

. -b. Where the: excmpﬁma msubd. 2.is eiectad, the aa‘ch;teci ﬁngmﬂer dﬁszgner, or 9wner_
_ simﬂ kﬁe;y at the bmldmg site-one set-of construction docuinents for the project. The
construction dﬂcnmﬁzzts shall be open to inspection by the department, its authonzaé
representative or the municipality.

11/22/00 61-15




“Table 61.30-2

Bmiﬂmgs Exempt from Pian Review

_Building T}’}Dcmiecapane}' R A

Building Desoription

Assmbly Gmﬁp A«Z

“Business Group B

Factory Group F

Mercantile Group M

Storage Group S

Utility and Mzsceﬁaneuas Gmnp U

Containing 25,000 to less than 50,000 cubic feet in volume

Assembly Group A-1, A-3, A-4, A-5

Educational Group E-~

High Hazard Group H .

Containing less than 25,000 cubic feet in volume

R‘“&"ﬁid:enﬁ:aiz ﬁr{'f)ﬁp*R’ T

{2) TYPES QF STRUCTURES ‘Plans for the fsiiﬁwmg types of. structures shall be

submitted an:
of the pmjﬁét

proved by the department or authorized representative prior o commencsmmi

(a) Assembly seating facilities to be located within a public buiidin_g or place of

employment.

) Assembiy seatmg facilities more ﬂlan 5 rows in height and not located within

o a pubhc bmldmg or piace ef mnpioyment

{3) ’I‘YPES !F BUILBH@G C{}MP()NENTS If the cmzsmmen of the alteratzon ofor
the addition to a public- building or a place of Bmpioyment involves a type of building
component or system delineated in Table 61.30-3; the plans under sub. (1) (a) shall. include, or
separate plans for the camponem or system, shall be submitted and approved by the department
or authorized representaﬁve pner to installation of the component.

Taiﬂe 61_,3_9-»3 :

Building Components and Systems

Building Component or System

Building Type or Occupancy

Pre-manufactured and Pre-engineered
Structural Components

All Public Buildings or Places of Employment

Heating, Ventilating and Air Conditioning
System

All Public Buildmgs or Places of Employment

Fire Protection System Atria All Public Building or Places of Employment
Fire Protection System Educational Group E

Fire Protection System Institutional Group 1-1, 1-3

Fire Protection System Residential Group R-1
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the department :

" submitted to the éepaﬂment or authenzed representaﬁve for revxew e s OREY

Cﬁmm 61,31 Plans. (1} SIGNING AND SEALING (a) Except as prowded In par. (b}
construction. dacaments submitted to the department or its authorized representative for review
shall be prepared sxgned am! ssaied in amardanca with-ch. 443 Staxs and 5. A=—E 2. 02

\'\m

(b) Sprinklsr i:ﬂnstmsctxon documents that are requzred by s. Comm 61. 34 (1) to be atan
mstaiiah@n sﬁc shali cﬁmply with one of the followmg

Bc sxgn ands seaiad m accordazace Wlﬂl 5. A««««E 2 {32 by an archlteat engineer or ﬁre '
protectmn systems des] gner whc is mgzsiared by the depaﬁmeni of rcguiat;on ami hcensmg

2 Be szgnﬁd zncludmg hcensza number and {iated by an autematzc ﬁre Spnnkler
contractor who is responsible for the msi:aliatmn of the spnnkiers and who is lacﬁns&d by the
deyartmentefcom&rcs.. : IR e

Nnte Fursuant‘to 5. A~E 2 02 {4) and {5} reaé ' A T '
CAE2.02 (4) Each sheetof plans, dmwmgs dﬁcumeats speczﬁcatmns ;md reports for architectural,
kmflscape arch;tectural, professional gcolﬁgmai, professional engineering, design or land: surveying practice shall
be signed, sealed and dated by the registrant or permit holder who prepared; or directed and controlled preparation
of , the written material, except as specified in sub. 15
-{5). 1f more than one sheet is bound together in a volume, the rﬁgzstraxat or permit holder who prepared or

directed and controiled the prepamhon of the volume, may sign, seal and date. only the title or index sheet if the
signed sheet identifies. ciearly all other sheets comprising the bound volume and if : any other sheets which are .

prepared by or under the direction and control of aaother rTegistrant or permit’ holder afe signed, seaie& and dated
by the other xeg;strant or permit holder.

(2} CONTEN’I‘S ANB INF GRMATIGN {a) 1 Canstructwn xdccumenis submitted to
:uthenzed representau: : ibr revzew shail bc dzmﬁnszoned and dravm to

scalc

2. The scale used for the constmcnon documents shaii be ;ndlcated on the decuments

o (b) 1 Except as pmvzded i subd 2 at least 4 sets of cansimctmn dgcumems shall be

o r‘sZ«.ckﬂ“’:’if

2. At least one set ef%onstmctzon spec:{gajwns shal! be su’bmﬁted to the department or

uthorized rﬁpresmtatzve for rewew '

{c) All constmctmn documems sﬁbmltted to the department or authorized
representative for review shall be permanent copies of the original. dacamsnts and the cnples
shall be bound into-sets in'a manner that enables the documents to be revzewed wﬁhout
removing the binding.

(d) Construction documents submitted to the department or its authorized
representative for review shall be of sufficient clarity, character'and detail to show how the
proposed design will conform to the standards of this code.
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(e) 1. Construction documents shall be accompanied by sufficient calculations or
information to substantiate that the documents conform to thiscode.

2. When requested by the department or its authorized representative, additional data
pertaining to the design, constriction; materials and equipment shall be submitted'to the
department or the authorized re’p_msez;ta{ive to sab_sta_nﬁ_a_t_e cpn_f{)_z_m_a:;;:g 1o ﬁus code.

(3) APPLICATION FOR APPROVAL: A plan approval application form shallbe
included with the construction documents and information submitted to the department for
examination and approval. Pursuant to 5. Comm 2.07 (3), the department shall review and make
a determination on an application for plan review within 15 business days of receipt of the

application and all forms, fees, construction documents and information tequired to complete
thereview. o 0 e Bl e e S

* Note: The department forms required in this chapter are available from the Safety and Buildings

Division at P-0: Box 7162, Madison, W1 53707-7162, orattelephone 608/266-3151 and 608/264-8777 (TTY), or
at the Safety and Buildingsweb site at www.commerce.state witls. . .00l woni e

' Note: Also efer o the Safety and Buildings Division’s Plan Submittel Kit (SBD-8927-P) for foras and
otfier helpfu: information on how to successfully submit plans forapproval. T

- (6) Denigl of approval. 1f, upon examination, the department determines that the
construction documents or application for approval do not substantially conform to this code,
the application for conditional approval will be denied, in writing. .~ | ER

(2) Conditional approval. T, upon examination, the department determines that the
construction documents and the application for approval substantially conform to this code, a
- conditional approval,in witng, il be granted an the plans will be stamped condrionally
approved. - All conditions stated in the conditional approval shall be complied with beforeor
during construction. :

NuteTi}c plan éxahﬁnaﬁén and _-ap;'ﬁrb?:al by the -xiepaftmént-daés not constitute-an approval to proceed
with construction prior to obtaining any permits or approvals that are required by a localunit of government,
;prﬁpGSéﬂ_rcvi-si.ens and

___(4);};@7}!181@}15 TO APPROVED PLANS. (2) 1. All pro
modiﬁcaiigns,xdgéh involve rules under this.code and which are made to construction
documents that have previously been granted approval by the department or-its-authorized

representative, shall be submitted for review to the office that granted the approval.

2.A1 reﬁ's__i__(}ﬁs and medzﬁc&tmns iﬁ; thepiansﬁhaﬂ be éppmved in writing by the
department or its authorized representative prior to the work involved in-the revisionor- -

modification being carried out.

(b) A revision or modification to a plan, drawing or specification shall be signed and
sealed in accordance with s, CcmmﬁiBi(l) _ S e (s Pl el

Comm 61.32 Permission to start ébii-sii*mﬁom '{i) {a) A buiiding owner may request
and the department or its authorized representative may grant permission to start construction
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f{)r the ﬁmungs and, fcundatmns u;mn suh:mssmn of cﬂssirm:imn dﬁcumems under 5: Cemm

(2} A building owncr who has been granted permission to start mnstmcimn Gf the
fae‘img and foundatmns may. ymeaé at their own risk. wathﬂut assm*am:e ihat a cond:tmnal Dy

appmval far the ' _ﬁdmg wﬁi he gramﬁfi . wwz mi« o #T
e B g g«'—f f»é’ﬁ*‘!"““" _{?@,\@i _MA {\ _
et :(3)‘23"'?1& dﬁpaﬁmﬂﬂfﬁ alt review and make a determination on an application fm'
‘permission to start constaclio on within 3 business days of receipt of the appi;cancn andalt~—._ .
forms, fecs caﬁstmctmn docamer;ts aw:’% mfonnatzon r@qued to complete ﬂ}ﬁ TEViEW. itge B a Yoo oo,
. R i R T

C'omm_ 1 33_ E : dﬁnce oi’ ylan approva!. Where pian appmvai is reqmmd bgrc;hls& A S P
code one set of | plans bearing the: stamp of conditional approval and a-copy of the - :
speciﬁcatmns shall be kept at the buﬂzimg site. The plans and: specaﬁeatwns shal} be open to -
mspe.ctmn by 1213 {iepartment or lts anthsnzed mpresentatm: ' _ _

autama:tm ﬁre spnnk}ex systems are ’ta be mstalhad m‘ altered spnnkief canstmct;en d@cuments
shall be- prssre:nt at the job site and made avaﬂable up@n request, to the depamtnent :ts
authonzcd repwsamatw : locai guvmentai agen: gﬁx&rcasmg Jurisdmiwn
T S A '
2. a When a pm}@c__mvalvcs the ,aiteratmn ;)r addman af 2(} or: iﬁs;sfpnnkler heads to =
an ex:stmg automatic fire sprinkler system, spnnkiar construetion documents shall not be
required to be present at the }ob site or made. avaﬁabie, unlcss reqmred by 1ﬁca1 ordmancc

_ ler.cor r_ﬁspons;b}e for the wm‘k shali pn:mde a  written
descnptmn of the typc and scope'ef the work The description shall'be included with the
miaterial and test certificate; if reqwred The. descnpixon shall be made available; upon request; .
ta the department, its aathonzeé representatxve or local govemmentai agency exerc:smg '

(b) Where automaﬁc ﬁre Spnnkler pla:;s are reqmred b}r k:ocal ordmaace ta be re’mewed '
and approved by a local governmental agency, the spnn}der pians at the msta!iatzon szte shall
bear evidence of that appmval y _ _ T S

(2) C{)NTRACT{}R’S MATERJ&L AN]Z} 'I’EST CER’E‘I}’ICATES {a} Where
automatic fire sprinkler systems have been installed or altered, completed contractor’s material
and test certificates shall be made available, upon requesi, tothe department, 3ts authonzed
representatwe or local govmenta} agency exercising jurisdiction. :

(b} A sprinkler material and test certificate shall provide at leasi ihﬁ mfomatmn as
enumerated in ap;}m;mate NFPA standaré M‘TPA 13 ar NFPA 13}?.
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+-. Comm 61.35 Revocation of approval. The departinent may revoke any approval,
1ssuad under this code, for any false statements or misrepresentation of facts on which the, A
appmval was based (‘" e
(Zomm 61,36 Expxratum af ;;ian appmvai anﬂ extension of ;)la'n appmval (1} b
EXPERA’I‘IGN OF PLAN APPROVAL. () Building shell. Except as provided in pfar (e), pi a3
approval by the dapamnem orits authorized representative for new buildings and & uildin
additions shall expire 2 years after the apymvai date zndicaxad on the aypmved buﬂ' g p
the bmldmg Shﬁﬂ is ncat ck)sad in wﬂhm these 2 years B

(b) Ggfupanq; Except as pmwded n sub (2} pian apprevai isy the deparimen’t or its

8 authanzeé representative fornew: buildings and building additions shall expire 3 years a_ﬁer the

appmval date indicated on the: appmvmi buﬂdmg pians zf ﬁw bmlémg s noi ready for
oucupancy mﬁnn ﬁwse 3 years i

. (c) Aiterazwm Except as prewded in sub (2}, pian a;;pmvai by the de;aartmem Or its
o authonzed tepresentative for interior bmidmg alterations shall expire one year after the

- appmval date mdzcateé on ﬂlﬁ appmvccl bmiémg pians 1;{ t‘he aiieratm wark 1s mat mmplcfed
* within that yﬂar

(d) H I’AC‘ causimczzon only Excspt as prowded in sub (2) gian appmvai by the
department or its authorized representative for heating, ventilating, or air condmomng
construction that.does not include any associated hmlémg construction shall expire one year
afterthe appmvai date indicated on‘the appm‘sfe{i plans if the bm}dmg ﬁr bmldmg area affected
by the plans is not mady for occupancy mﬁun ;tha:t'year o

e Fzre pm:ectwﬂ Wsiems cmly Except as: pmvuied in sub {2} plan. app;:' 'val i:y the

ik -depar!:ment or its authorized representative for a fire protection system that does not include

any associated building construction shall exp;re 2 years after the appmval date méicated on
the approved plans if the bmidmg or hmidmg ar&a aﬁbcieé by ihe ;:ians is nﬁt rcady for '
eccupancy thinn ihat yeaz‘ E g

(i) Mausoleums Plan approvai by ﬁw éepaﬂment orits authanzed representative for
mausoleums within the scope of s. 440.92(2) (¢), Stats., shall expire 3 years after the date

/5?
.
3

indicated on the appmvcd bmkimg pians of 1:11& bmidzng shf,:}i 1f not clﬁsed w:ﬂnn ihese 3 yeai‘s : ghtA

(2) EXT ENS?OI\I OF PLAN APPR{)VAL Upon request and payment o
specified in ch. Comm 2, the expiration dates in sub. (1) (b), (), and (d)yshall be
one i—year psnod pmvxded the request is submztfed pnar tﬁ exp;ratmn of 1115: nngma} ap;:mval

Notz Accardmg 10:5.:66.05 (i) (@), Stats:; the local gnvemﬁmntai body or building mspector may order
the razing of buildings or portions thereof, where ﬂ}em has’been a cessation of normal constriction for more than 2
years.

Comm 61.37 Bepartmmt iamitatmn A candﬁ;anai apprevai ﬁf a plan by tha
department may not be construed as an assumption of any responsibility on the part of the
department for the design or construction of the project.
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Subchapter 1V — Multifamily Building Permits

Comm 61.40 Wisconsin uniform multifamily building permit. (1) GENERAL. A
building owner or authorized agent shall obtain a Wisconsin uniform multifamily building
permit from the municipality administering and enforcing this code befors any on-site
construction of a multifamily dwelling is.commenced; including excavation for a building,
except where a permit fo start construction has been issued under s. Comm 61.32

(2) SANITARY PERMIT. Pursuant to s: 66.036, Stats., if the proposed 'é{mstructign_
requires connection to a private onsite wastewater treatment Systém, a Wisconsin uniform

multifamily building permit may not be issued unless conformance with s. Comm 83.25 (2) has

first been determined. o R el
Mot S Appei A s gtof, Conm 335,

(3) APPLICATION FOR A WISCONSIN UNIFORM MULTIF AMILY BUILDING
PERMIT. Application for a Wisconsin uniform multifamily building permit shali be on a form
obtained from the department or on a form obtained from the municipality administering and
enforcing this code. Forms provided by the municipality shall include all the information
prescribed by the department. No application may be accepted that does not contain all the
information requested on the form,

Note: The department forms required in this chapter are available from the Safety and Baildings Division
at P.O. Box 7162, Madison, W1 53707-7162, or at telephone 608/266-3151 and 608/264-8777 (TTY), or at the
Safety and Buildings’ web site at www.commerce. state.wi.us.

- Note: Section 101.973 (5) reqmrcsthe&epamnentts collect and publish data secured from multifamily
“building permits. . B N S

Note: Any municipality exercising jurisdiction may require reasonable supplementary information not
contained on the Wisconsin multifamily building permit application.

(4) FILING OF A WISCONSIN UNIFORM MULTIFAMILY BUILDING PERMIT
APPLICATION. A Wisconsin uniform multifamily building permit application shail be filed
with a municipality administering and enforcing this code under ss. Comm 61.60 or 61.61 of
with a representative that the municipality has authorized to receive the application.

(5) PERMIT FEES. The municipality shall by ordinance determine fees to cover G
expenses for issuance of the Wisconsin uniform multifamily building permit. Fees shall be
submitted to the municipality when a Wisconsin uniform multifamily building permit
application is filed there.

(6) ISSUANCE OF PERMITS, A Wisconsin uniform multifamily building permit shall
be issued if the department and municipal requirements for filing and fees are satisfied and the
plans have been conditionally approved. The municipality may require a building permit card
to be posted in a conspicuous place at the dwelling site. The permit shall expire 2 years after
issuance if the dwelling exterior has not been completed, unless the permit has been extended
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¢ 2T

£

L



by the municipality or the department for aperiod of up to 2 years. A municipality issuing the
permit shall either send a copy of the application to the department or tally and transfer the data
to the department in either written or electronic-based format, N N

(D ACTIONTO APPROVE OR DENY. Action to approve or deny a uniform
multifamily building permit application shall be completed within 15 business days of receipt
of all forms, fees, plans, and documents required to process the application, Denied =
applications shall include a written statement specifying the reasons for denial. =~

municipality administering and enforcing this chapter may suspend or revoke any Wisconsin
uniform multifamily building permit if it appears that the permit or plan approval was obtained

through frand or deceit, where the applicant has willfully refused to correct a violation order
issued under s. Comm 61.51, or where the inspector is denied access to the premises. No
construction may take place on a multifamily dwelling after suspension or revocation ofa
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. . Subchapter V— Supervision -~ -
| . and Inspections . . -

Comm 61.50 Supervision. (1) GENERAL. (2) Except as provided in par, (b), the
proposed construction of a project within the scope of this code shall be supervised by 2
Wisconsin registered architect or engineer, except that a Wisconsin registered designer may
supervise the installation of heating, ventilating and air conditioning systems, fire protection
systems and illumination systems. The. erson responsible for supervision shallalsobe” ~ °
responsible for the construction and installation being in substantial compliance with the”
approved plans and specifications, If the supervising architect, engineer or designer is
confronted with a nonconformance to the code during or at the end of construction, that party,

together with the designing architect, engineer or designer shall effect compliance or shall

notify the department of the noncompliance, |

engineer, if ihepmjeci quahﬁesundﬁiﬂn of the fo lowing conditions:

a The bmldmg {ibés:nbt cxceed : {)cn‘bzc fgé_t_' 'i_n m}umg:.__'_.

. bAnaddﬂmntoBnexlstmgbmldmgdﬁ% I_iﬂj_tr.'rs_sult in the entire -buiidiﬁg-tc-rexcﬁ'_éd '
50,000 cubic feet in volume. . - e E R e e e

o ZForﬂwpnrposesufthls paragraph ﬁleuﬁilzamm of-ﬁre_-;:&vii}l's;m divide up a building

does not create separate buildings.

is a profession as distinguished

- (2)DUTIES: Supervision of constructi

" from superintending of construction by a contractor; and means the performance, or the -

- supervision there-of, of reasonable on-the-site observations to determine that the constriiction
is in substantial compliance with the.approved plans and specifications. v 0 o
(3) NAME OF SUPERVISING ARCHITECT, ENGINEER OR DESIGNER. Prior to
the start of construction, the owner of the building or structure shall designate in writing to the
authority that issued plan approval the name and ‘Wisconsin registration number of the
architect, engincer or designer retained to supervise construction of the building or structure.

~ (9 COMPLIANCE STATEMENT. Prior to initial occupancy:of a new buildingor -
addition, and prior to final occupancy of an alteration of an existing building, the supervising
architect, engineer or designer shall file a written statement with the authority that issued plan
approval certifying that, to the best of his or her knowledge and belief, construction o the
portion to be occupied has been performed in substantial compliance with the approved plans
and specifications. This statement shall be provided on a form prescribed by the department.

Note: The department forms required in this chapter are available from the Safety and Buildings Division

at P.0. Box 7162, Madison, W1 53707-7162, or at telephone 608/266-3151 and 608/264-8777 (TTY), or at the.

Safety and Buildings’ web site at www commerce state. wius,
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Comm 61.51 Inspections. (1) ON-SITE. Inspectmns shall be conducted by an
authorized representative of the department to determine whether or not the construction or
installations conform to the conditionally approved plans, the conditional approval letter, and
this code. _ :

i No!e See Appemi:x A fax ﬁm:her explanatary matenal

(2) Iii\I——PLANT Manufazmrars of manufaﬁturf:é bu:}dmgs shall contract w;th ’the
depaﬁmeni oran: méependem mspﬂctmn agency to-conduct in-plant inspections to assure that
the manufactureé buildings are in‘compliance with the: ;ﬁaﬁs approved by the dﬁpartmem A!l
mspmt;ons shali be ;wrfemed by a cemﬁed mmmerczal bmidmg mspecm -

(3} WXSGGNSI’N INSIGNIA FGR MAMJFACT{}RED BUZLI)}INGS ?ursuam t0 5.
101.75, Stats.; a Wisconsin i insignia shall be installed on a manufactured dwelling unit
approved by the department and mspected atthe manufacnmng plant. Each Wisconsin insignia
shall be assigned and affixed to a specific manufactured multifamily dwelimg, in'the manner
approved by the {iepaﬁmani, before the dwelling is shipped from the manufastunng plant. The
serial. nmnber shaii be located on the manufazturer 'S dai:a ;aiaze o

(4) MANUF ACTURER’S RESPONS}EBILITIES {a) Inszgma remrds The
manufacturer shall keep permanent records regarding the' ha.adimg of all Wiscnnsm insignias
indicating the number of Wisconsin insignias which have been affixed to manufactured
buildings, building components, or groups of components; which Wisconsin insignias have
been applied to which manufactured bm}dmg orbuilding: componem and the disposition of any
damaged or re_gected Wisconsin insignias. The records shall be maintained by the manufacturer
or by the: mdepenrlem inspection agency for at §east 10 ycaz‘s A copy {:f thr»z mc;}rds shali be
sent te ﬂw degaﬁment upm xequest N _ : .

{b) Lost or damaged mszgma 1 If Wxsmnsm nsignias be»-come ‘icst or ﬂamaged, the
depamnent shall be notified immediately in writing by the manufacturer or dealer.

2 Ef a Wisconsm insignia becomes.damaged, the i mmgma shali be returned tao the _
department. wzth the fee spccaﬁcd in ch Cﬁmm 2 to obtam a ncw ms1 gn:(a ' ' '

{5). INSIGNIA SUSPENSZ@N AND REVGCATK}N (a) The departmcnt may suspend
or revoke its approval if it determines that the standards for the construction or manufacture
and installation of a manufactured building do not meet ﬁns code or zf such siandards are not
being enforced as- requxred by t%ns thaptﬂr

b) Up@n suspenswrz or revc;catwn of ﬁae appmval no further insignias may ‘be attached
to any manufactured building or type: of manufacmreé bu;}dmg mth respf:ct to whxch the _
approval was suspended or revoked. - '

(c) Upon suspension or revocation of the ‘approval, all i msagmas allocated to the -
manufaﬁﬁzrer shall be returned o the depanmcnt no later than 30 days from the effective date
of the suspension or revocation.
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(6) PUBLIC MAUSOLEUM. Within 30 days after receiving written notice from a
cemetery authority that the construction.or conversion-ofa public mausoleum has been
completed, the department or authorized representative shall inspect the public mausoleum and
provide written notification of violations. Except as provided in s. 157.12 {2) (b}, Stats., public
mausoleum spaces may not be sold prior fo. appm‘vai by the depamﬁmt orits; authonzcé
represm‘tatwa . _ e e T T P

Note: Sale of public mausoleum. spascs is penmﬁed pnsr to departmcntal appmva‘i in
accerdance mth the reqmremems ef the dﬁpanmem of re:guiatmn and kcensmg
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Subcimpter VI Product and Standard
e Ravm‘w aﬂd Ap;amvai

Com 61 613 Bmitimg pmdm:t a;;pravais. {1} V{BLUN TARY AP?RGVAL {a}
Materials, equipment and products regulated by this code may receive a written apymvai
fram the dspamaent mdzcatmg c&de comphance

(b) 1 Ap;aroval of matenais eqmpxnent and. predncts shall be based on sufﬁcxen{
data, tests and other evidence that prove the material, equipment or product is in-compliance
with the standards specified in this code.

2. Tests, compilation of data, and calculations shall be conducted by a qualified
mdependent thl;:d ;3arty

@ ALTERNATE A?PROVAL (ay Matz:mls equipment, and proéncts that meet the
intent of this co and which are not ‘approved: undcr sub. (1) shall be permitted if approved
in writing by. the de;aartment

{(b) 1. Appzia?ai 'of materials, equipment, and products shall be based on sufficient
data, tests and other evidence that prove the material, equipment or product meets the intent
of the standards specafied in this code.

2. Tests, cempﬁatwn of data, and calculations shall be conducted by a qualified
mdependcnt ﬁm‘d parzy

(3} EXPERIMENTAL APPRGVAL (a) The depamnent may aﬂow use Bf an
experimenta! material equipment or product for the purpose of proving compliance with the
intent of this cade

(b) The ﬁcparimem may require the submission of any information deemed necessary
for review.

{c} The department may limit the number of apphcatxens it will accept for approval of
experimental materials, equipment or products.

(d) Iﬁstailatmns}ﬂ?a material, equipment or product under an expemneﬁtai approval
shall comply with all of the following: ~

1. Plans detailing the installation for each project where the experimental material,
equipment or product is to be used shall be submitted to the department in accordance with s.
Comm 61.31.

2. A copy of the experimental approval shall be attached to the submitted plans and
approved plans.
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3.a. A letier of consent from the owner of t}ze msia!iaﬂﬁn sha&l’ be at{ached to the
submitted pians and approved plans. o

 b.The Ietter shall. aﬁkaawiﬂi}gc that the owner has received and read a copy of the
f:@emncma} approvai and isin. cemiaimncc wﬁ;h ail mndxtmns of the ap;;roval B

4. Ifa supervmmg profcssmna} is nm reqmred fer ihe pm}ect by 5. Cﬂmm 61.21, a
]}ﬁfSOE respanslble fer canstmcnen of thf: pmject shail be dcmgﬁated in Wﬂtmg by the owner.

| 5 ’I’hﬂ snperv:smg pmfess:ena! or persea deszgnatﬁd as respens;bls fﬁl‘ the
construction of the project shall, upon completion of construction, certify in writing to the
departmcst __that :he mstailaﬂﬁn Isin mmpiiance with the- axperimenta} appmval appmved

.i“.y_ ons:tc mspectznns shall be perfgrmad by the departxmnt ‘or other person
£ e -de : artment, at time miﬁrvals as spemfied by ti:e dapartment but rzni less
-~ than once a year ‘An inspection report shall be written. o

_ l.'_’{hﬁ _dgzpartment may assess a fee for each inspect-ion

'j':years and six mcmhs aﬁer tha daz:e ef the compicted msta!lamn the
department. shail 'order the removal of the experimental material, eqmpment or pmduct or
zssue an appmvai for the matenai equipmem 0r: pmdact SEE . .

(g)' _ aragraphs (c} azzd (f) do net appiy tn an axperunental system 1f this cade is - { ,{,\,&J- 3
rewseé 1o nclude or enable the' experimental system 10 conferm to the mtem ef this code. flar

PR NP RIS zz.,»;..a{ -
@R 34 IEW APPR{)VAL ANI) REV{)CATI{)N PRQCESSES (a) 1. Upon receipt {»’L?v.lnf
of a fee and a wriffen-request, the department may issue an appmvai for a mazariai Aciting e
equipment or product e e EULEEU - Bye yean ©
. ) R ‘-\;H\\; . . Lo IR . K e g_ ?p“

2. ’i‘he dcpartmem shaii mv;ew andmajke a detennmatzon onan apphcatmn for
approval after receipt of all forms, fees, plans and: mfematl{)n required to complete the
Teview. N

3. Fer voluntaxy and aitemate approvais a determmaﬂan shail be made’ Wzthm 40+
business days of receipt of all required materials. \

4. For an expemnental ap;;mval the de{ennmatzmz shai! be ) de witma 6 months of «g 1 g‘/
receipt of all reqmred materials. Mné* Lok oA s g el slepeval or A J bR

Eoad wb agymeval Regan S

(b) 1. The department may include specific conditions in' issuing an‘approval,

including an expiration date for the approval. BT e e
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' :materlal '_ eqmpmem ﬂr pfeﬁuct nor: fer any {

2. Violations of the conditions under which an’ appravai 1s 1ssaeé shaﬁ cm;s{z::ute a
violation of this code. : '

{c) I the department detemncs that the material, @quipment or proiuﬁt dees 319{
c{)mply with this code or the intent of this code, or that an’ ‘experimental approval will not be
issued, z}ae rcqaesi‘ for agapmval shaﬂ bc dcmf:d in wmmg _

(d} If an ap;amved materaai eqa;pment or prsdncz is mﬂélﬁﬂd the appmvai shall be
causadered nuil and void, unless the material, eqmpmﬁnt or pmdncz is rcsubmm;ed to. the
department fm’ review aad appr{)val is gra:nted '

(e) 1 The depamnent may rcvake or deay an appfﬂvai fm’ any faisc statemmts ar
BE 2 3¢ 1 " g '¥ . C

mfﬂnnatmn, orasa resait ef matcna} eqmpment or pméuct fa:lnre N Oue, | m ;J' g Fen j
T “?’ ;4,,,; SEL gavxﬂi '.3}’**-5*-"'4"3 A mn
¥ w,gf . g: ga g;:»a;b}.z e {;{;{k}f ek g : AL

_ 2 The dcpaﬁmem may rcnﬁxmnme an ap;ar{wed m; tmai eqmpmen"{ ﬁr pm{iuct and o
issue. a rev;sed approval a{ any time. . 3 A' P“,ﬁ Jg)
. . . T Zm«aix{i-ﬁ«:ﬁ.-ﬁ- af

63) ’fhe department may revoke an approval if the department determines that the

material, equipment or product does not comply with-this code or ﬂw mteﬂt of ﬁns cade due
toa changc in the cede or dcpartment mterpretauﬂn a:f tize caée ) Co

{g} An a;aprova! zssued by ﬁxe dcpartmem may net ba wnst:med as an asswnptzon of
any responsibility for defects in desagn constructmn or perfﬁrmam:ﬁ {:f t;hc appmve:d
gﬁs that may resuit CELTET

{h} Fees for ihf: review of a mazcnal equipment or product under this section and any
onsite mspecﬂaﬁs 3ha11 bf: submzttﬂi m acccrdance waia ch Ct)mm 2 . :

(5) UNGRADED OR I}SED PROD{}CTS {a) 1. Except as :pmvzded in subd. 2
ungraded or used building prodzzcts may be used or reused as kmg as the materials' ;mssess
the essential properties necessary to ach;cve the levei nf performance xeqmred by this code
for the intended use. - :

2. Ungraded or used pmducts may m)t be utaiazed if sp&caﬁ{:aﬂy pmhziaited undﬁr a

specific referenced standard. "~ ==

(b) The department or the municipality eﬁfsrcmg this code may require iEStS
accordance wi bs. {lyor (2)."Approval for use of nngraéed or used ‘materials :may be _
issued-under tht%@uoa or may be igsued {tgr a spfmﬁc pm;ect under s. Comm61.31.
bﬁ/?;f R

Comm 61.61 Alternate standards. (1) Alternate standards that are ﬁquwalent to or
more stringent than the standards referenced in this code may uséd in Tieu of thereferenced
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standards when approved by the- depaﬁmem orif wnmm approval is issued by the department
in accordance with sub. {2). e :

(2) (a). Upen recmpt of a fee and a written reqaest, the dcparunént may issue an Ty wibesd?
a?pmval fm the use of the alternate stanﬂaxd MM : e Eabanain S

{b) ’i‘he departmsm shail revmw and makc a éeteﬁnmatwn onan app}waiwn for
approval within 40 business days of recezpt of a!l fozms fﬂes and ﬁocuments required to
campiﬁteﬂwrewew._-.-_.__:__-.:__:.-_-_ e ey el . S

{3) Deter:mnaﬁon of appmvai shail be based onan analyms of the aitmnate standard

and the referenced standard, prepared by a quahﬁed mdependem third party orthe: ;_,,_}, Y J"‘; ”i o ared
orgamzanan that pubhshed ﬂlc refereﬁced standard Lot ;j s ; i
. R SR 5- g et .

(4) The deparm:aent may mclude Speczﬁc condxiwns in: 1ssamg an approval mcludmg
an expzmtzon date for the apprcval Violations of the cazadatmns under which an appmval is
1ssued shali constituie a vmiaﬁﬁn of thls ;:odc '

{5} If thc departmeni dctenmnes ‘{hat ﬁlﬁ altemaie standard is mt equwaient to or more
stringent than the referenced standard, the- request for approvai shail be dcmed in wntmg

{6) The department may revake an appmvai for any falsc statements or

misrepresentations-of facts on which the approval was based.. The: departmcnt may re-examme
an appmved alternate standard and issue arevised apprwai atany time.- = :
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- -Subchapter VI — First Class City and Certified Mnaicipaiity
Approvals -

Comm 61.70 Certified municipalities and counties. (1) GENERAL. This section
establishes the manner under which cities, villages, towns and counties may examine building
plans and inspect buildings relative to's. 10112 (3) (a), (am), (b) and (g), Stats.

(2) CONDITIONS OF PARTICIPATION. (a) Before assuming the responsibilities of
examining building plans and providing inspection services, cities, villages, towns and counties
shall comply with pars. (b) to (h). While certified; a municipality or county shall comply with

{b) Notify the department, in writing, at least 30 days prior to the date ypon which the
municipality or-county intends o assume the plan examination and building inspection
responsibilities. + o e T e TR

{é) Ad{)pt by ordinance or .rcg‘iﬂatiﬂn the responsibilities of plan examination and
(ﬂ) Adopt by .ord.ina.n.be {;? reguléﬁon this code in its entirety.

- Ae) Submit to :thc.adepmfenfé certified c’scpy-.of ali'-ei_"di'nancgsrbr' regulations assuming
the plan examination and building inspection responsibilities and adopting this code. :

(f) Employ certified commercial building inspectors to perform the plan examination
~-and building inspection functions. . o e

(g) Receive from the department certification to perform plan examination and building
mspection.

h) Foﬁ'ward to the department any information requested by the department relative to
examination of plans and inspection of buildings.

@) Notify the department, in writing, at least 30 days prior to the date upon which the
municipality or county intends to relinquish the plan examination and building inspection
responsibilities.

() Second class cities intending to perform the expanded plan examination and
inspection specified in sub. (5) (b) shall comply with pars. (b) to (i}, sub. (7) (b}, and all of
the following:

1. Employ at least one person who complies with all of the following:

a. Is registered under ch. 443, Stats., as an architect or professional engineer.

1122100 '61-30



b. Is a certified mmmerczal bmidmg mspec{or
c. Perfonns or direcﬂy snpewzses the pian examinations specxﬁe{i 1a sub. (5) (b)

2. Providea monthly report to the department of ali projects cempleied under s:}us
subsection, inan- cleMm&based fermat ;arescribed by the écparﬁnent

(k) 1. To assume the bmidmg mspectmn responsibility but not the plan examination
responsibility for the buildings and structures specaﬂﬁd m sub. (5) {c) a municipality or
county shall comply with: pars. (b) to (i), excht the plan exan:unatmn zequlremeﬁts da not
apply, and the department may delegate the mspectmx} ‘authority in a written manner other
than a cerizﬁcatmn

2. To assume the %mzldmg 1nspect19a respoaszhﬁlty imt not the ?lan cxanmanim _
respons;bzhty fer the buildings and structures that exceed the limits specified in sub. (5) (c) a
munxclpahty or county shali comply wzth subd 1 and all nf the. fonewmg L

Cal Obtam au{hor;zauon for thesc ins u{ms fmm thf: de amnem 7 Nﬁ' 7 we “”"‘"‘3""‘{
: | pec i}... of et -f‘w’t o
"'b. Use an mspectmn pracess that is bascd Qn ﬁ:e mspecnon pmcf:ss ased by the:
department.

<. Retam mspcctwn recerds 1:1 a mazmer that is acccssxb}e to the departmem

_ d Forward to thc depaﬂmcnt any mfonnatlon requested by thc dapariment rclanve tc
me mspectwn of buzidmgs B : ; R

3. A mumclpalzty or ceumy may waive its jur;sdacuon for the mspccﬂen ofa: spemﬁc
project, in which case the éepartmem shall conduct the mspeC{IO}}

(1) The departmeﬂt may ravfoke the scmﬁcatzon or dclegatmn of authomy for any
municipality or county where the plan examiners or inspectors do not meet the siandards
specified by the depamnem or where other requuements of tlns section are not- m&t

Note Fm auy certified munmlpahty 0T county, the depamnﬁm may review the competency of plan
examiners on a reguiar basis, and review the. correspondence and inspection Te¢ports, to determine if uniformity
in code apphcatmn decisions is bexng maintained, and 0 detcnmne if the standards specified by the department
are being met. Regular meetings and" corfespondence thay be maintained between a cemﬁed mummpalzty or
county and the department in order to discuss’ and Tesolve any prebiems

(3) JURISDICTION. (2} Departmental. 1. Nothmg in this section shaii preven‘t the
department from conducting its own investigations or inspections or-issuing orders relative to
the administration and enforcement of this code.
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2. The department shall administer and enforce this code in any municipality or county
which has not assumed the responsmﬂ:ties for ;ﬁan exammatmn and buzidmg mspectzon under
sub. (2). . i < S

-Ab) County. 1. Grdmarmes epacted by a cmmty undea‘ sub: (2) establishing county plan
exa:mnaum and bmldmg inspection. functions shall ap;:niy to all municipalities:-within that
county which }mve not assumed ﬂwse functions pursuant ie szzb (2}

2 Qr_dmances enax:ied by a ceu::zty undcr sub (2) estahkshmg county pian exammatzcn
and. bm}émg 'inspectmn functions may not prwent of pwhiim any: munzmpalaty within that -
cmmty ﬁ'om assxmnng ﬂmsa _;funcimn&pursuam to suh (2} ai any time. .

(4) CER’}?FICATION GF EESPECTGRS Inspectms employed by cemﬁed
mumc:palmes and counties to administer and enforﬁe this code under sub. (2) shall‘be certified
' hy the deparnnent m accor{iance w:th Ch Canmz 5 __as e ':-’ﬁcci _mmmerczai buzidmg ms;mcters '

. awzngs, spmaﬁcauans ami
5] em_ﬁed ins. Comm 61.30., except
i ithin the lnmts of a first class city
shail be suhmlﬁedto that caty, 1sf that mty has assumed ﬁue res;){mszbﬂmes of p}‘,an exannnatmn
and building my’actmn in‘accordanice with'sub. (2). o
cpete e A depeteate ga

.. {b) Second ciass cities peifﬁmmg gxpanded pian exananazzorz Drawmgs
spec:ﬁcamﬁs and ca}culatmns for all the iypcs of buﬁdmgs and structures specaﬁed ins.
Comm 61.30, ‘except | state-owned buildings and structures, to be constructed within the limits
.of a:second ciass city shall be submitted 4o cither the depar{mcnt or to that cﬂy, if that city.

.....

o ‘has assameé the rﬁspﬁnszhﬂmes of examining those plans and inspecting those buﬂdmgs and

structures in accordance with- sab (2) (§). Second class cmes perfermmg thesa exaunnatmns
are not: suh;ect 10 thf: plan exaﬂnnamn hmzts spec;ﬁed m yar (c} '

. Note; Sf:cenﬂ class cities may alse reques! appmva! 10 perform ethcz addztmnai pia.n review functions
under the. appommdwagent prms dns. C’omm 61 ?1 GEE A

{c} Otker mumczpal:fzes :md counzzes 1 Drawmgs s;aemﬁcaiwns and calculations for
all the types of buildings and structures specified in s. Comm 61.30, except state-owned
buildings-and structures, to be constructed within the Iumts ofa mumc:pahty or coumy that is
not included in pars. (a) and (b) shall be submmecﬁm\ r the de;;ammnt or o that
mumclpalzty or county if the mumﬁipaiziy or cmmty has assamed the responsibilities of ;:aian
examination and building inspection in accordance with sub. (2)-and if the. plans are for any
of the construction s;::fmﬁeé in this paragraph

2 A new {mﬂémg or stmtmm comammg iess ﬁlaﬁ 5@ {BG@ cublc feei of tﬁial vclame '

3. a. An addition to a building or structure wia&re thc area of the aédmoa results in
the entire building or structure containing less than 50,000 cubic feet of total volume.
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. b. An addition containing no more than 2,500 square feet.of total floor area and no
more than one floor level, provided the. largest roof span does not exceed 18 feet and the
extermr wal! he;ght does not exceed 12 feet. . . : L

.4: M-_@?Sfﬁﬂ?@ Gf- a space -1:1.-1_%1?131%1-1&55;@11@- 100,000 cubic feet of total volume.

(d) Project waiver. 1. A certified municipality or county méy v?awe its Junédlct:on for
the plan review of a specific project or types of projects, or components.thereof;in which case
plans and spec;ﬁcahons shali be, submxtteé to the department for review .and appmvai

2 The departmeni may wa;ve 1ts Jmsdmtmn for :he pia:n revzew ef a spe{:zfic pIoj ect
where agreed to by a certified mumczpaizty or county, in which case plans and specifications
shall be submitted to the certified municipality or county for review and approval.

(e} Plan submission pmcedmes 1:a; A buzidmg ;mnmt apphcatmn shali be included
thh the pian subrmtteé to fthe?mumcxpﬁlty or county havmg junséiction for exammatmn .

b Pians for a building or structure that exceeds the hmxts spemﬁed in par. (c) which are
submitted either to a second class city under par. (b) or to an appointed agent under s. Comm
61.61 shall include the department’s plan approval application form’ specified i s. Comm
61.31, unless-a municipally supplied: form is submitted that includes the owner’s, des1gner s
and supervising professional’s statements and s;gnaturcs whlch are requzred on the
department’s form. o

- 2. At Jeast 2 sets of complete b’uz}dmg plans-and one copy of speczﬁcatmns shaﬂ be
submmed io ti}e mﬁmcipahty or smmty hawng junsdlctzon for exammanon - '

3 a. Bu:ldmg plans submitted to a mumcxpahty or coumy for exammatlon shall include |
the mformanen specified in subd. 3. b.'and 5. Comm 61.31. R Wd‘
. . "’”"'4 . .lE‘ e o-dw . nEg ”‘Lﬁ'
b. Plans that are submitted to a municipality under par. {c} by usc 0{;%& vo!umes
spemﬁed in pars (c) 2.10 4 shail mcluée ca!culatwns shﬂwmg the total volume

4 After plaﬂs and speczﬁcatlons far a project have been snbmztted toa mummpahty o1
county under this section, or to a departinent office, any subsequent submittal for the purpose
of complying with this code shall be sabmztted to that same office, , except as provided in
subds. 6. t0 9. _ _ N -4

5. Except as provided in subds. 6. to 9., plans ané speczﬁcatsons for ali mmponents

of a project, including but not limited to trusses, precast concrete, laminated wood, or .

heating, ventilating and air conditioning, shall be submitted to the same office. acl 5
R E LGRS o S SRR R S R e

6. The submitter may choose whether the municipality or county or any of the 453
department’s offices is to review plans and specifications for an individual buildingina ¢ g O

muitiple-building complex, even if a previous building in the complex had been reviewed by e
another office. A subsequent reviewing office may request of the other office complete copies > £
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of all pertinent data, including but not limited fo petitions, ap;}hcatmn fﬂnns, prciimmarms _
staff potes and comments: The applicant may be charged a fee to offset the costs of pmwdmg
these copies. If plans for some of the buildings are submitted to the department and some are
submitted to the municipality or county, and then plans for the building components are

“submitted for all the buildings, the component submitter shall split the submission and submit
the pians 1o Ihﬂ apphcahla ﬂfﬁccs

7 Fﬁr mn’ltzpimenant or ~owner buﬁdmgs including but not lirmtad t shﬁp;amg s
cenzers or office buildings, the plans and specifications for the initial tenant or owner in each
spaace ‘and the alteration ;pians and specifications for- Changing a previously appm%d space
may be: submxited mther to the mﬂmc;paiziy or cmmty m: to a departmem nfﬁce ;zmvzdad the
requ:raments in s Comm 61 33 (2) (d) are met et

8 Decisions as to- Whethf:r plans and s;;ec:ﬁcamus for building additions may be
submitted to ofﬁcas sother thaza Whﬁrc the previous. approvals.occurred shall be handled:
o b&twe@n—the mnmc:pahty or cmlmy department and. submatter ona case~by—case basxs These
snbmmais shali camply Wlth $.. Comm 61. 31 (2) (e). : o

9 Departxnent__al' avzew ef pialas and speczﬁcauaﬁs ander tins sa?asecnﬂﬂ d{;es not
-satisfy any need for. mumcxpal review of these pl d specifications for-conformance with
tocal reqmrements adapzed under 5. Comm 61 (33 {3) at:are in addition to-or more stringent
than chs Comm 61 te 64, 70, and 75 to 79. x./ q % U

(i} Plan appmval 1. H the municipality or county having jurisdiction determines that
 the plans submitted: substaniialiy ccnfenn to thls codc or Qﬂiﬁ{ orémances and regaiahens an N
i approvai s}aaii be i 'sacd as foliﬂws e . i R _

) a. The plans shail bf: stamped “CGNDITI{)NALLY APPR{)VBD” sngnad and dated by
a ccmﬁed commezmai buzidmg mspector

b ()ne set ﬁf the canditmnaiiy approved p}ans aﬁd al] calcu!atzons ané correspondence '
shall be retained in their original form or as readable microfilm- or electronic-based copies for
af least 4 years by the municipality or county, and all other approved plans shall be returned to
the submltter or thezr mpresentatwe _

¢. A notice of condifional approval shall be provadﬁé in wr;tmg, to the subimﬁer and f
the building owner stating all conditions of approval. A copy of the notice shall be provided to
the department of health and family services for health care facilities, and to the dﬁpanment of
csrrecnons fm: Jaﬂs and piaces af detentmn ' o

2. All non-code-complying and other conditions stated in the cendliltmal a;apmva}
notice shall be confected or met befom or dﬁmag constmctmn and hefore occupancy of the
building. ' : _
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(g) Denial of plan approval. 1f the municipality or county determines that the plans
_ submitted do not substantially conform to this-code or ethcr iegal nrdmanccs zmé reguiatmns a
. demai for plan appmval shaﬂ bc msued as feﬂﬂws ' o

1. The pians shail be stamped “NOT APPROVED” SIg;ned and dated by a cemﬁed
cammercxai bmiﬂmg mspecior _ _

2 {Bﬂa ssz 0f ﬂlﬁ aot—-appraveﬂ plans shall be retamad by thc mumclpa}ﬁy or cmmiy and

.a}I uther plans shali be remmad to the submitter or their represantauve

3. A mmce of‘ the nﬂt——appmved plans sha!l be pmvzded in Wntmg, to thc submitier and
the bmldmg owner stanng fihe rsasens far ihe demal :

(h) Lzabz!ﬁy A condmenai approval af a plan i}y a mummpahty or coimnty may not be
_ cﬁnstrued 4s an assumption of any responsibility on the. part of the municipality, the certified
'conunercxai bu;}dmg mspector orthe depazftment for ﬂw demgn or constmctwa of thc bmldmg

Coahe E(6) }SNSPECTI{}N Inspﬁcncns shali be condu;.:ted by a certafied mumcapa}aty or county
to ascertain whether or not the construction or installation for buildings and structures conforms
to the condm{maily a;)pmved pians, thfe not;ca of cend:tmnal appmval and th:s c@de as foi ic;ws

(a) Ail mspectzorxs for the purpﬁse Qf admamsiratxon and enfercemcnt of t}ns code shali
ba perfanned by a cemﬁed commercial building mspecmr :

_ (b) A wnttecn report of each mspecticn shall be pre;:ared The report shall include the
' name of ihe certiﬁed commerczai bmldmg mspet:tor ' . _ T S

(c) A copy af each mspectmn repmt shali be ﬁnmshed te the owner and pian submztter

(d) A copy of each mspectwn report shall be permanenﬂy maintained i in the mumcxpal
ﬁies or county ﬁles :

(a) 'I’he mspection report shali mdacate ali 1tems of nonmcomphance noted dunng the
inspection. - : e -

(D) If non-complying items are not corrected Grdefrs to correct shail be issued in
accordance with local ordinances. - - S

the' Cerizﬁed municipalities are authorized to pf:tform the mspecnans specified in5. Comm 63 51

(N ?EES (a) Mumcxpahtaes and cauntles havmg 3unsdzctien of plan examination and
buﬂdmg mspection may set by ordmance the fees for pian examination-and’ bmidmg mspectmn
serwces o e,

(b} A second class city that is certified to perform the expanded pian exammatzon
specified in sub. (5) (b) shall submit to the department the fees specified in s. Comm 2.31 (1)

(g) or (i).
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... Tote: ‘A list of the municipalities and counties providing plan examination and building inspection under
this section is available from the Safety and Buildings Division at P.0: Box 7162, Madison; WI 53707-7162, or at
telephone 608/266--3151 and 608/264-8777 (TTY), or at the Safety and Buildings® web site at
WwWWw.commerce.state. wius. o et el el T B

Comm 61.71 Appointed agents. (1) GENERAL. This section establishes the manmer
under which a city, village, town or county may. examine buil ing plans and inspect buildings

as an appointed agent for the department relative o s. 101.02 (5) (b), Stats:

__{2) CONDITIONS OF PARTICIPATION - {a) Before assuming any of the ©
department’s plan examination or building inspection responsibilities that are not listed in §.
Comm 61.70 (5), the applicant shall comply with pars. (b) to (¢). While appointed, an agent

 (b) Submit a witten request to the department, at least 30 days prior to the daté upon

wh;ch the applicant desires to assume agent responsibilities for plan -éxagﬁagﬁgp'_g;:hgﬂéing

. {c)Include in the i&éqaes;-_a':descﬁ;;ﬁe;;@fzmsfﬁ-ﬁégifed-i:-e.'sxsoﬁsiiisi;-iﬁes; such as plan
examination for buildings that are not within the applicant’s jurisdiction, or plan examination
for building additions or alterations that are beyond the limits specified in 5. Comm 61.70 (5)

(@) Include in the reqﬁe'st-:éjaascﬁpfi;;gjéf_}ﬂjé-'q‘:jgal_Q;ff_iéaiiaa;&g;f@iﬁ'@if&s for
assuming the desired responsibilities.

' (e) Receive from the department a written statement prescribing the responsibilities
thatare-tcbc_gssam_ai. o . e TR

(0 Apply the corresponding requirements in 5. Comm 61.70 (5) (d) to (k) and (6).
" (&) Submit o the department the fees specified in 5. Comm 2.31 (1) ®or(®.

(h) Provide a monthly report to the department of all projects completed under this

section, in an electronic-based format prescribed by the department. <

(i) Notify the department, in writing, at least 30'days prior to the date upon which the
appointed agent intends to relinquish the responsibilities assumed under this section.

(3) REVOCATION. The department may revoke the appointment of an agent where.

the plan examiners or inspectors of the agent do not meet the standards specified by the
department, or where other requirements of this section are not met. e
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Note: A list of appointed agents providing plan examination and building inspection under this section is
available from the Safety and Buildings Division at 7.0, Box 7162, Madison, W1 33707-7162, or at telephone
608/266-3151 and 608/264-8777 (TTY), or at the Safety and Buildings® web site at www .commerce.state. wi.us,

File reference: IBC/Comm 61_66
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CHAPTER Comm 62
BUILDINGS AND STRUCTURES

- Comm éz.ﬁﬁﬂl Si:amlards, The design, constriiction; and maintenance of public
buildings and pl' es.of ﬁmp}nyment shail comply: with s. Comm 61.05, except as providedin
this chapter and chs. Comm 63 t065.

“Comm 62. 0100 "Admmstratmn. {1) GENERAL Except fm the mqu;remenis in
IBC sections 192 4 and 215 ihe quzarements mn IB{Z‘ Qhapter 1 are not mciudeé as part of this
ccda i : » comyl Lt i
Nnte As used ﬂ;mugham ﬂns code “not. mclude:i as: part of ﬂus cede is intended to canvéy that the
referenced requirements are not incorporated herein, and therefore cannot be enforced through this code,
However, iocal ordmanccs may mr.ludﬁ: the refcrenced rcqwemw as spﬁcxﬁed ns. Comm 61 03 C‘f) ( L

(2} UNSAF E STR?JC:. S ANIB EQUIPEMBNT Thzs isa depar!meat mie m
addztmn to the rsqmrements in IBC section 115: The requirementsin IBC section 115 apply to
all pubhc buildings 'and s!:mc’tums and piac:es of em;aioymcnt that ex1st bf:fore on, or. after the
effective date af thls cc;ée i

Comm 62.6292 Befm:twns. 1) AD}BiTI@NS Thesa are deparhnent deﬁmﬂons in
addition to the dcﬁmimns in: {BC secizon 2{32

Note The sr.*.ct:ms in thls chapptez are’ ﬁnmbered fo’ carrc&pand mth the sccﬂen numbermg in thc IBC
e. g = Cemm 62 92{)2 aemsponds to IBvC section 202 and 5. Com 62 3408 cmresponds 10 IBC sectaon 3498

o (a) “Air bamer means'a mgtenai or combination of matenais coﬂechveiy hamg a N
- maximum air leakage rate of 06 chm/ft. ?at0.30 in, H,0, when tested in accordance mﬂz
“ASTM E 783, installed to resist air leakage into the exterior envelape -

~ (b) “Hxstqu building” -mq:g;;sj a “qualified historic building” as defined in . Comm
' ﬁﬂ%e‘:_"gécticn Comm 70:17 {is)mads Q;__s follows: “ ‘Quahﬁedh;staﬂc building’ meansa building which
“(a) Llstcd on, or uonnnated by the stata hasmncai soc;ﬁty fof listing on, the naticnai regaster of h_istbric . )
places in Wisconsin; o v
“(b) Included in a district which is listed on; ‘or has been nominated by the state historical sociefy for
listing o1, the national register of historic places in Wisconsin, and has been determined by thestate historical’
society to contribute to the historic significance of the district;
Sy Lmed cm a ecmﬁcd mmuczpal rzgisier nf histenc pmperty or,

“(d) }x;ciuded ina dlstrxct which is listed on a certified municipal register of historic property, and has
been determined by the. mnmcxpakty to canm‘bate tothe histam: sxgmﬁeance nf ﬁae dastrzct o

{c} “IBC and Intemahanai Bwldmg Code”’ mean the 2{36{} eéztion of thc International
Building Code®, as adopted and modified in this code.
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(d) “ICC Electrical Code” means ch. Comm 16.

(¢ “IECC and Intenational Energy Conservation Code” mean the 2000 edition of the

International Energy Conservation Code®; as adopted and modified in this code.

(f) “IFC and International Fire Code” mean the 2000 edition of the International Fire
Code®, as adopted and modified inch. Comm66. e

-{g). _ “IF(}C aﬁd-lnte_rn&tinnﬁl Fuel Gas Code” mean the 2000 edition of the Intemarfonai
(h) “TMC and Interational Mechanical Code” mean the 2000 edition of the
International Mecfgd}:i{?al_ {L’aa’#@; %adﬁptedand ma{iiﬁed m _ﬁ_qis; code. o
() “TPC and Intenational Plumbing Code” mezn chs. Comm 811087,
() “IPSC and Iu‘tﬁmai’icnai Private Swage Code” mean chs. Com 81 to 87,
() “Multifamily dwelling” has the meaning given ins.101.971 (2), Stats.
Note: Section 101:971 (2), Stats,, reads as .ﬁﬂi{)wﬁ: « ‘Mﬁufamly éweﬂin_g' means.an apariment
building, rowhouse, town house, condominium or manufactured building, as defined in's. 101.71(6), that does not
exceed 60 feet in height or 6 staries and that consists of 3 or more attached dwelling units the fnitial construction

of which is begun on or aftet January 1, 1993. ‘Multifamily dwelling’ does not include a facility licensed under
ch. 50.” L T ST S S A

- (®) SUBSTITUTIONS. Substitute te following definiions fo the corresponding
definitions listed in IBC seetion 202:

A2) '..“A;aprevc&”_.m'éan's=a’ccépiablé:to’;ﬁé_ﬁ:_lé}iéﬁ:meﬁt' B

©) (b) “Dwelling unit” has the meaning given in s. 101.61 (1), Stats

A Note: Section 101.61 (1), Stats., reads in part: “ ‘Dwelling unit’ means a structure or that part of a
f X structure which is used or intended to be used as a home, residence or sleeping place by one persoti or by 2 or

more persons maintaining 2 common household, to the exclusion of all others.”
I .

4 . Comm 62.0310 Use and occupancy-classification. ‘This is a department iﬁfonﬁaﬁcqai _

note to be used-under IRC section 310.2: S

Note: See 5. Comm 61.01 Notes for statutory definitions of adult family home and community-based
residential facility. See s. Comm 62.0202 for definitions of dwelling unif and multifamily dwelling,

Comm 62.0400 S;aeciaidetaﬂeﬂreqmremwts based on use and occupatcy. These
are department rules in addition to the requirements in IBC chapter 4:
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_'matenais f’I‘

A1) FIREWORKS, BLACK POWDER AND EXPLOSIVE MATERIALS. Fireworks,
black yowder and exp%esm: materials shall be stored and isolated in accordance withch.
Comm 7 and Camm 66.

(2) RECYCLING SPACE. Anowner of a building underthe scope of this code shall
provide a separate room or dﬁsignated space within or adjacent to the building for the
separation, temporary storage and collection of recyclable materials that are likely to be
generated by thc bmldmg o@cupants lmder any of the foilewmg conditions:

(a) The consﬁ'ucﬁen of a naw pu’bhc bmidmg

by An increase in the exwmg areaof a pubhc bmidmg, that increases thc gross ﬁoor
area of the structure ’by SG percem or more. .

{c} An aiteratwn ef 50 percent 01' more of the emstmg area of a public building, that is
10,000 square feet ormore'in: arca ' e

N ote See Appendxx B for guzdchncs for recﬂmmsndcd :icmgnated areas. .

Note Tim mliectmn and temporary storage of recyclable materials that are flammable or combuistible is
regulated by ch. Comm 14. Storage of liquids that are flammable or combustible is reguiated by ch. Commn 10.
Owners of buﬂdmgs wixete thcsc materzais are stored should consult those chapters for isolation, removal and
sterage st:«mdards .

(3) LUNCHROOMS A spacc for eatmg tunches shall be pmwded in aﬁ places of

- employment where there is exposure to injurious dusts; toxic material and mdustnal pmsons

Such space shall be physically separate from any location where there i is axposum io tcx;c
.- t-moms shali not bﬁ pemntted to s&rve as’ }unﬂhroems ' £

Camm 62 0491 Chapter Comm 10 campixance. Tlus isa department informational
note to be used under IBC sectwn 401 ' -

Note, See ch. {Iomm }G fnr addmonai reqmrements for ‘motor: vchzcie service statmns and for storage
handling, pmcessmg and transpnrtmg of ﬂammable and combustible- ilquzds

Comm 62.0402 Lease plan. The rcqmrements in IBC sectzon 402.3 are not mcluded
as part of thls code . :

Csmm 62.0403 High-rise bmlcimgs, 1 AU’}‘OMATIC S?RN{LERS F(DR HIGH- -
RISE AND DOMTORY BUILDINGS. These are depar:mem mfermatmnai notes to be used ™
under IBC section 403.2:

Note: Under s. 101.14 (4).(b) 1, Stats., an automatic sprinkler system must be installed throughout every
building that is more than 69 feet m heighi, except this rcqmrsmt dnes not app}y to open parking structures, -

Nete, XInder s. 101,14 (4 {b}'3; Stats.. , an autormatic sprinkier system mast be installed by Jannary 1,
2006, on each floor of all University-of Wiscﬁnsm System residence halls and demutames whwﬁ are over 6{) feet :
tall and for which mmai mnsnmtmn was begun prior to April 26, 2000. S
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_{») FUEL SUPPLY FOR STANDBY POWER. Substitute the following wording for
the exception in IBC section 403.10.1.1: “Where the system is*sﬂppiiedf}ﬁ&t_h:?ipgﬁm natural
gas. o '

. Comm 62.0406 Special hazards in parking garages. Substitute the following
wording for the g@qﬁimmgﬂtg_@é-cxcbptiﬁn.-in:EBC'-ségii;jn’=4ﬂ5;2;8: e

(1) Except as provided in subs. (2) and (3), fuel-fired appliances shall be located in a
room that is separated from the parking garage by construction which will form a solid
barrier between the room and the garage. Entrance to the room shall be from the outside, or
by means of a vestibule creating 2 two-doorway ‘separation, with both doors self-closing,

(2) Unit heaters maybe suspended in a parkmggaragc maccordance with the IMC.

ignition in the appliance are at least -jiis'--'_incz;es__t above the floor.

Comm 62.0414 Information required. The requiroments in IBC section 414.1.3 are

~Comm 62.0415 Hazardous materials (1) IMMEDIATELY DANGEROUS TO .
LIFE AND HEALTH. Substitute the following wording for the corresponding definition in
IBC section 415.2: The concentration of air-borne contaminants which poses a threat of
death, immediate or delayed permanent adverse health cffects, or effects which coilld prevent
escape from such an environment.. This contaminant concentration level is established by the

- National Institute of Occupational Safety and Health based on both toxicity and flammabitity, =~

& 1t generally is expressed: in parts per million by "’.#93_1;;:}16, : or milligrams per cubic meter.

. (2) L?GASWS TRIB B UTION Substzmte :ﬂie_ fﬂﬂamgwordmg for the requirements
in IBC section 415.7.3: All liquefied petroleum gas facilities shall be designed, constructed,
installed, operated and maintained as specified in IBC sections 415.7.3.1t0 415.7 3.52,the

IFC, and ch. Comm 40. Liquefied petroleum gas facilities shall be ventilated in accordance
with this code, the IMC and ch. Comm 490. S - |

Comm 62.0702 Fire separation distance. Substitute the following definition for the
corresponding definition listed in IBC section 702: The distance measured from the building
face to-the'closest interior Tot line, to the centerline of a street alley or public way, to a e
permanent no-build easement Jing, or to an imaginary line Between two buildings on the same
property. The distance shall be measured at right angles from the lot line. =

- Comm 62.0703 Fire-resistance ratings. Substitute the following wording for the
requirements; but not the exception, in TBC section 703.2: The fire-resistance rating of
building elements shall be determined in accordance with the test procedures set forth in
ASTM E 119 or in accordance with IBC section 703.3. Materials and methods of |
construction used to protect joints and penetrations in fire-resistance-rated building elements
shall not reduce the required fire-resistance rating.
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Cumm 62. B’?{M Canneetiens between buildings. This is a department exception to
- the: requxremﬂms in IBC section 704.1: ‘This section does not appiy to connections between
buildings, that are: m compliance with IBC sectmn 3304 ) -

/é;mm 62.0705 Fire wall aient;f' catmn ThﬁSﬁ are department rulﬁs in addltmn to the
requirements in iBC section 705: o : _ _

(1) PURPOSE. Pursuant to s. 101. 135 Stats thve yurpose of this subssctmn is'to
establish uniform standards for the 1dant1ﬁcatmn of ﬁre Walis on. the extenar of huﬁdmgs

(2) MUNICIPAL ORDIANANCE: A cﬁy, wllage or town may by ordmanse require
owners to 1deni1fy the location of a ﬁre wali at the extencr waii of a bm%dmg with a sign.

_ (3) S}GN REQUEREME}ITS {a). Genemi The sign shall consist of 3 circles: arranged
'vemcaily on the exterior wall, marking the location of the fire wall and centered: on the fire
wall,” The mrclss may be affixed directly tothe. sarface of ﬁxe bmidmg or may be piaced ona
backgmumi material that i is afﬁxed to the buﬁémg

(b) Size of circle. Each circle shall be the same size. The diameter of the circle shall be
atleast11/2 mches, but no greatﬁr than 2 mches

: - (©)- szzcmg The cmlcs shall be spaceé a_n;equal dastance apart "The d;stamc i
~measured from the top. of the uppermost circle io ﬁlﬁ bottom of the lawermost clrcie sha’ii be no :

. more than 12 inches.

(d) Color ‘The coior of the circle shall bc red amb&r {arange~yeliew) or; w}nte (clear)

= : ."'.:i'zand shall be reflective. The color of the circle shali canirast Wﬁh t}}e ceiar of the backgrozmd

- Comm 62.0712 Fire test criteria. Subsntute the fellowmg wcrdmg for the
reqwrements but not the. cxceptwn, in IBC section 712.3:. Fire-resistant joint systems shall be
tested in accordance with the requirements of UL 2079. Nansymcmcal wall joint systems
shall be tested with both faces exposed to the fumacc and the assigned fire-resistance rating
shall be the shortest duration obtained from the two tests; When evidence is furnished to
show that the wall was tested ‘with the least fire-resistant side exposed to the fumace the wall
need not be subjected to tests from the opposite side. -~

Comm 62.0719 Minimum protection for floor and roof systems. Ti:us isa
department rule in addzimn to the reqmremeats m IBC ’I‘abic 719. 1{3)

. IBCTABLE 719.13) -
mNzMUM ?Romcmeﬁ FOR FLOOR AND ROOF SYSTEMS
C (Partial Tabla) o
FLOOROR ROOF | CEILING CONSTRUCTION. .| THICKNESSOF | ' MINIMEM
CONSTRUCTION ' FLOOR OR THICKNESS OF
ROOF SLAB ~ CEILING (inches),
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{inches), FOR1- |  FOR 1-HOUR
|_HOUR RATING _ RATING

Line 22. Steel joists, floor | Base layer 5/8-inch Type X gypsum - C o Varhest 1 11/4
trusses and flat or pitched board applicd at right angles to steel . | " S

roof trusses spaceda - framing 24 inches o center with {-inch
maximum 24 incheson Type § drywall screws spaced 24-inches
center with 1/2-inch wood . . | on center. Facefayer S/8<inch Type X . |
structural panelswith | gypsumboard applied at right angles to
exterior glue applied atright | steel framing attached through base
angles 1o top of joist or.top layer with 1.5/8-inch Type S drywall
chord of trusses with No. 8 | screws 12 inches on centeratend joints . |
screws. The wood structural ‘| and intermediate joints and 1 1/2-inch- |
panel thickness'shali not be ' ) Type G drywall screws 12 inches on
fess than nominal 1/2-inch center placed 2 inches back on either
nor less than required by IBC | side of face layer end Joints. Joints of ;-
chapter22. " | the face layer are offset 24 inches from

“{-the joints of the base layer.

~ - Comm 62.0720 Additional protection. Substitute the following wording for the
requirements in IBC section 720.6.2.5 and IBC Table 720.6.2(5): IBC Table 720.6.2(5) |
indicates the time increments to be added to the fire resistance where gla_s_s fiber, rockwool, slag

mineral wool, or cellulose insulation is incorporated in the assembly.

= IBCTABLE 720625)
TIME ASSIGNED FOR ADDITIONAL PROTECTION

DESCRIPTION OF ADDITIONAL PROTECTION | . FIRE RESISTANCE (minutes)

Add to the fire resistance rating of wood smd wallsifthe | 15
spaces between the studs are completely filled with glass
fiber mineral wool batts weighing not less than 2 1b./cu

#(0.6b/sq ft of wall surface), or rockwool orslag | -
| mineral wool batts weighing notless than 3.3 Ib/cu i~ | -
‘(11b/sq ft of wall surface); or cellulose insulation having < |

a nominal density not less than 2.6lb/cu ft..
--Cam_':iGZ;ﬁﬁﬁl Fire protection systems. (1) MODIFICATIONS. ‘Substitute the

following informational note for the requirements in IBC sectioni 901.3.
- N_oté: Secchs Comméi mzd 66 for ?emeﬁts for removing or modifying fire protection systems.
(2) FIRE HOSE THREADS. These are department informational notes to be used
under IBC section 901.4:

Note: Section 213.15, Stats., regulates fire hose threads and fittings and reads as follows: “All fire hose
fittings, apparatus fittings, 1.5 and 2.5 inches in diameter purchased or procured by a fire department or fire
company shall be of the national standard hose thread as adopted by the national fire protection association. No
fire department shall utilize hose and equipment not in conférmance with the requirement that all threads shall be
national standard hose thread 25 adopted by the national fire protection association, “Any person offering for sale
nonstandard hose couplings, fittings or apparatus fittings may be fined not less than $100 nor more than $500.”

- Note: NFPA 1963 contains the .speciﬁéaﬁons for national standard hose thread:
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. Comm 62.0902 Definition. Substitute the following definition and informational note
for the corresponding definition listed in IBC section 902.1: "Automatic sprinkler system™ or
"Automatic fire sprinkler system" has the meaning givenin s. 145.01 (2), Stats.

© . Note: Section 145.012), Stats., reads as follows: “ ‘Automatic fire sprinkler system,” for fire protection

purposes, means an integrated system of underground and overhead piping designed in accordance with fire
protection engineering standards. The systemincludes a suitable water sapply, such as a gravity tank, fire pump,
reservoiror pressure tank or connection beginning at the ‘supply side of an approved gate valve located at or near
the property line where the pipe or piping systern provides water used exclusively for fire protection and related
appurtenances and to standpipes connected to automatic sprinkler systems. The portion of the sprinkler system
-above ground is-a network of specially sized or hydraulically designed piping instafled in a building, structure or

area, generally overhead, and to which sprinklers are connected in 4 systematic pattern. The system includes a
controlling valve and a device for achating an alarm when the system is in‘operation. ‘The system is usually

ivated by heat from a fire and discharges water over the firearea™ N

. Comm 620903 Automatic fire sprinkler systems. (1) ALTERNATIVE

- "PROTECTION Subsmu following wording for the requirements in IBC section 903',1_:._1.::
o "A!;éhlaﬁwé;_'autﬁmaﬁbﬁrﬁf&:&;ﬁngﬂishi:;gzjsy*stcm_s:fi:ampiyinjgiﬁéth IBC'section 904 shallbe
- permitted in licu of ‘automatic .s_;':ﬂnk’ier protection where recognized by the applicable standard.

. {2) MULTIFAMILY DWELLINGS. For multifamily dwellings only, substitute the
following wording for the requirements; but not the exception, in IBC section 903.2.8: An
automatic fire sprinkler system or 2-hour fire resistance shall be provided in every multifamily
dwelling that contains floor areas or dwelling units exceeding any of the thresholds established
in Table 62.0903. The floor areas specified in the thresholds do not include any of the
following: - oo

(@ Areas that are outside a building, as in the following:

+ 1. Porches that are open to the outside atmosphere.

. Exterior stairs.~

thener piat_fermé. R

4:.' Extenar Zandmgs o

5.. Exterior decks. -

(b} An attached garage that meets a_il of the .fo_i_lowii.lg criteria: __
1. Has a floor arca of 600 square feetor fess.

2. Serves a single dwelling unit.

3. Is-accessed directly from the dwelling unit.

112200 62-7



4. 1Is separated from ihe remaméer Gf ihe buzldmg ’by at least l-hour rated ﬁrc-—res:stwe
oonstructaﬂn ' SRRt

Note: ﬂﬁusmg umts ﬂxai receive federal ﬁmdmg may be mquired by :feder_ai regulations to have sprinkler protection
regardi:ssafbuxiémgsaze _ . : : el T RERD il

TABLE 62 0993

. Ti:reshaids Abave Wiuch a Sprmkier System or %Honr Fsre
Resastance Is Requ:red ina: Muiﬁfamﬂy Dweihng

LR AL R “Tatal Floor j‘ ’ '_ ’i'nta% Floor Area oanndweiZzng Ynit Pumnns
N , SERES AreaWiﬂﬁ;, T Namber B {Cammmusearms,suciuswrndnrs, .
Classofﬂemtmctmn o dmdividuals oL pppiee s 1 stairways, basements, cellars, vestibujes,
Dwﬂlingl};z;_ts___ 100 v b oo community rooms, laundry rooms, poois, eic)
Type 1A | 16,000 sq ft
TypelB. oo be s e e T T T T T 0 st -~
TypellA e b o T R e00 sl
TypellB T T 1 16000sqf | 20w [ T
me._ NN I ._5,5{}09;;.5

(3) WERSITY DﬁRbﬂTGRI{BS Thm is’ a éepamncnt mfxmnatwnal m;tc 1'0 ba
used undf:r IB{Z section: 903 2.8: : o _

ﬁate Under 5. ii)i 14 (4) (b) 3 Stats -an automatic spmnkicr system must be installed at the time of
construction-of each floor of any University of Wascoasm System res:dence hall or domutory that is constructed
after Apﬂi 26 20{}0 rcgardless ﬂf the hmght of ﬂle hmldmg PRI LR e e

_ (4) EXEWT LOCATIQNS Substlmte the faiiowmg wnrdmg fer exempt 1ecatmn 2in
IBC section 903.3.1.1.1: Any room or space where sprinklers are considered undﬁszlrable
because of the nafture Qf the contents, where appm?ed by the depattment o

5 F IRE DEPARTMENT CONNECTION Substitute the fellowmg wording for the
requirements in IBC section 903.3.7: The fire department connection: shail be mstailed in an
accessible location acceptable to the fire chief,

Comm 62.0904 Manuai—wet sprinkler systems. These are department rulesin
addition to the requirements in IBC section 904:

(1) WHERE ALLOWED. A manuai-wet s;;rzn}cler systcm may not be mtalled ina
building unless all of the following conditions are met:..

(2) There is no municipal water system available to serye the property.

(b} There is no provision under this cedf: that requires the building to have an automatic
fire sprinkler system.
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(¢) The municipality where the building is to-be located has an adopted ordinance that
requires the installation of. manual~wet s;}rnﬁder systﬁms and re:qum:s these syszems to meet thc
provisions of this subsectmn . _ rn .

2) GENERAL REQUIREMENTS. (a) A buildingprotected with'a mamzai»wet
spnnkler system shaii be considered unsprinklered regarding all other code provisions:

(b) Each manual-wet sprinkler system shall be pmvzded with a fire department
connection.  The fire department connection shall be installed inan accessible location
acceptable to the ﬁre shlef

(c) Alfi abave ground sysiem pipmg ﬂamughaut ﬁw bmidmg shaﬁ he 1abcied asa’
manuai»wet spnnkier sys:em ” Labeis shaii he placed aI aii af the foiiewmg locations:

1. 011 the pxpmg at mtewais 0f nat more than 25 faei and at each szde whcre {hse piping
passesthreughawall ﬂecrﬂrroof N s T M S A '

2 At ﬁm fire department connex:mn

3 At all valves and hose outieis

“Ad)- The manual»wet 8pnnkier system des:gn and mstaﬁaimn shali campiy wzth the :
automatic fire sprinkler system requirements of NFPA 13 or NFPA' 13R, as applicable, except B
that the system aompnsad of the pilot line, fire department connection and fire department =~
apparatus 18 censzdered as the approved water suppiy fer the system —

. : : ' “: -wet spnnkier system shali be suppheé Wﬁh water thmugh the ﬁre
departmcﬁt conn. ctmn using. ﬁre ﬁepamnem apparatus :

: (f) The piumbmg Wf:li Water semce and pressure tank shaﬁ be of a size aad capacity to
suppiy the hydrauhcaliy most remote sprinkler vm‘h the required W t | .and pressure fora

(2) A pxiot lmc shali be connected ﬁ'om tha manualmwet spsm;kﬂer syste,m to: the
piumiamg water szzppiy sysiﬁm at the well pressure tank. The pilot line shall be:of a size that is
adequate to supply the hydrauhcally most remote sprinkler in the system. W( ek & AR €l f’ 4

(h) The cannﬂctmn ﬂif a manual-wet spnnklcr sysiem tc a piumhmg water suppiy
system shall’ be prctected agaznst baskﬂow cenémons mn accordance with 5. Comm 82.41.

(1) The actuannn of any sprmkier in the system shail aperaie the Waterﬂow mdmatlng
device, which shall initiate a fire aiarm mthm ihe bmlﬁmg o

(i) Upon actuation of the building ﬁre alarm, a fire alarm signal shall be sent
automatmaﬁy to fhe: ﬁra depaxtmem pmwdmg ﬁre protechen to the bu:idmg
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-« A3) INSTALLER QUALIFICATIONS. “The installation of a manual-wet sprinkler
system shall be performed by a licensed individual as specified for the installation of an
automatic fire sprinkler system under ch. Comm 5, subch. V. o '

Comm 62.0907 Fire alarm and detection systems. (1) CONSTRUCTION
DOCUMENTS: The requirements in IBC section 907.1.1 are not included as part of this code.

(2) SMOKE ALARMS. These are department 'iﬂ'fofmaﬁogaji' notes to b:c' used under
IBC secﬁgn19{)??.-2;1.{3-:(intm:-.):;._;:_ L S e et SR o

Note: Section 101.145 (2) and (3) (a), Stats., address installation of smoke detectors and read as follows:
Section 101.145 (2) A smoke detector required under this section shall be approved by underwriters laboratory.”
(3) (a). “The owner of a residential building shall install any smoke detector required-under this section -

according to the directions and specifications of the manufacturer of the smoke detector.”

<. Note: Section 101.145 (4), Stats., addresses retroactivity requirements for buildings constructed prior to
the effective date of this section. This statute section states “The oowner of a residential building the initial
construction of which is commenced before, on or afier May 23, 1978, shail install and maintain a functional
smoke detector in the basement and at the head of any stairway:on each floor level of the building and shall install
a functional smoke detector either in each sleeping room of each unit or-elsewhere in the it within & feet of each
sleeping area and not in a kitchen.” R 1 CUE RPN

Mac  Note: Under Section 101.01 (12), Sats,, “slecping area” means the area of the [duelling] unitin which

bedrooms or sleeping rooths are located.Bedrooms or sleeping rooms separated by another use area such as a
kitchen or living room are separate sleeping areas but bedrooms or sleeping roomis separated by a bathroom are not

(3) PROTECTIVE COVERS. Substitute the following wording for the requirements in
IBC section 907.3.5: The building official is authorized to require the installation of Tisted
manual fire alarm box protective covers to prevent malicious false alarms or provide the =
manual fire alarm box with protection from physical damage. The protective cover shall be
transparent or red.in color with a transparent face to ‘permit visibility of the manual fire alarm

box.. Each cover shall include proper operating instructions.

Comm 62.0909 Smoke control systems. (1) INSPECTION AND TEST
REQUIREMENTS.. Substitute the following wording for the requirements in IBC section
909.3:. In addition to the ordinary inspection and test requirements that buildings, structures
and parts thereof are required to undergo, smoke control systems subject to the provisions of
IBC section 909 shall undergo inspections and tests sufficient to verify the proper :
commissioning of the smoke control design in its final installed condition, The design
submission accompanying the construction documents shall clearly detail procedures and
methods to be used and the items subject to such inspections and tests. Such commissioning
shall be in accordance with generally accepted engineering practice and, where possible,
based on published standards for the particular testing involved.

(2) INSPECTIONS FOR SMOKE CONTROL. Substitute the following wording for

the requirements in IBC section 909.18.8: Smoke control systems shall be tested by a
qualified agency.
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(3) SCOPE OF TESTING. Substitute the following wording for the requitements in

IBC section 909.18. 8.1: 'Inspections shall be conducted in accordance with the following:

+Aa) During ﬁmciwn e:f ductwork aaé prmr t{a camaimﬁn{ for the purpesss of ieakage
testmg aad :reﬁ:orémg af davzce 10catwn o &./ B _ 7

-

®) Przer to occupancy and after sufficient completi
dlffcrence testmg, ﬂow measurem&nzs ané demcnfm and :

ac the purpcses of pressure-
ontro!l venﬁcaﬁen

{4) Q’{JALIFICATIGNS Substimte ihc foliﬁwmg wordmg for the mquzremams in iBC
section 909.18.8.2: Inspection agencies for smoke control shall have expertise in fire
prctec:tmn engmeenng, mechamcal engmcenng and cemﬁcatmn asair baiancers

: (5) REP{BRT ?EWG Subshtute the fgliowmg werémg far the requusm&nts in IBC
seciwn 909. 18.8;3,1. A copy. of: the ﬁnai repfm shall be mamtamed, ané madf: avaﬂable to the
bmidmg ofﬁmal upon requcsL i _ i el e _

{6) SYSTEM ACCE?TANCE The. mqu;remcnts in IBC section 9@9 19 are not
mcludedaspazt{i _ SITIEIR o Bt

Cﬂmm 62.1 Oﬁﬁ : Egress far oatﬂeor arﬂas Stxbstitutc tha foiiowmg wcrdmg fﬁr the =
reqmrements ‘but not the exceptions, in IBC sectlon 1003.2.2.10: Yards, patios, courts:and -
-~ similar {aizid(}or areas access:ble to and: usable by the ‘building occupants shall be provided
with' means of egress as. requlmd by IBC chapter 10. . The occupant load cf such outdoor
" areas.shall be based on the anticipated use. Where outdoor areas are to be used by personsin
L :;addzuoﬁ 1o ihe eccupams_ fihe bmldmg, and the path of ¢ egress. travai from the outdoor areas .
' passes thmugh the buﬂdmg, means of egress requirements for the bmldmg shali be based on
the sum of the mpaat loads: ::;f ths buﬂémg plus the outdoor areas '

Cemm 62.10&5 Guard towgr emtmg Thas isan ad{imﬂnai department exceptwn to
the requirements in IBC section 1005,2.2: Buildings of Group I-3 occupancy thatare used-as
guard towers, provided they are no taller than twe stanes, }zave no mare than HB occupazﬁs and
havea travel distance of no more than 75 feet. :

Comm 62.1006 Safe dispersal areas. Thisisa department rule in addition to the
requirements in IBC section. 1006.2: -On’sites where 4 public wayis more than 100 feet from
the building, the exit discharge may lead to a safe dispersal area such as a parkmg lot or fire
access lane. The safe dispersal area may not be less than 50 feet from the building served and
shall be large enough to aﬂcomedate ali occupants of fhe bmldmg, ’based on at least 3 square
feet af area per oncu;aaxxt ' _

Camm 62 1191 Access:b:hty Subsﬂtute the foli@mng Wardmg for tﬁe rsquzremﬁnts i
in IBC section'1101.2: Buildings and facilities shall be designed and constructed 1o be L
accessible in accordance with this chapter, with ICC/ANSI A117.1 and with the following
changes, additions, or omissions to the ICC/ANSI A117.1 requirements:
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-{1) DOORS AND E”RWAYS Tius isa depamnent mfennat;anai zacte i:e be used
under ICC/ANST A117.1 section: 1003+

... Note: Inaccordance with's. 101.132 (2).(a) 4., Stats; a renter of a dwelling unit in covered multifamily
housing may request the landlord to mstali lever door handics on any doors inside the dwelling umit or install -+
single-lever controls on any plumbing fixtures used by the renter. These requests shall be pmwéad by the landlord
at no additional cost 1o thc renter. - :

(z) OPERABLE mmm,s---- Tins isa depment rule in addmon tothe
requirements.in ICC/ANSI A117.1 section 1003.9: ‘Circuit controls, when promded fﬂr use by
the teriants; shaﬂ wmpiy Wzth ICC/ANSI Ai 17 1 sacﬁens 3(}9 2 and 309 3 -

Cﬁmm 62.11134 Maltﬂevei hnﬂdmgs ami faezhtws. Substitute the failomng wmdmg
for thae rcquzremeﬁts and excep’m}ns m 1BC secﬂen 21{)4 4 ' N

(1) ACCESS{BLIE R@U’I‘E mepi as s;aeciﬁﬁd in snb (2} at least one :accﬁsmh ﬁ. .

wutf: shali conne{:t each lsvcl mc}udmg mezzanmes in a’il mﬁltﬂeve} bmidmgs and faclht:es
; ;:e}* xﬁ%{ .

(2) EXCEPTIQNS (a) An access:bic route "'s' not reqmred to ﬂoersﬁa?mve and beiow
accessible 1@%1&&131 have an aggregate area of 1y more than 3,000 square feet unless the Ievei AN HETY,
contains offices of health care providers {group Bor gmup D, gavement@ms{i or operated M&f'u w??
facilities;’ passenger tmnsportatmn famlities and azrperts {group A-3 or group B) ar multlple . b;{;
tenant faczhtzes afgroupM R _ A e %," _

. Sl PRI . ermee ot L T T [Q‘V’*a Qg’»

(b) In gzoups A i R and S ocs:;upancws and care facﬁitws m accerdance with. IBC - } eq g t Py

section 1107.4; levels that do not contdin accessible eiﬂments or other: spaces required by ’C e

'-‘.'fi:s&ctmn 1 iﬁ?_are mt raqmred to be served aﬁ'aﬁcesmbie mutﬁ fmm an accesszh}c ie’fmi

(c) An m’;cessﬁaie rnuie is. not requzr@d t@ ievel,s §ecated abeve or below the accesslbie
levelin. govementmwned or ﬂpﬁfated bs.zﬂdmgs or facilities which are less than three stories
and which are not open to the general public, if the floor level above or below the accﬁﬁs;bie
level has a capacaty of no more than 5 persons.and is less than 500 square. feet in area.” The
floor leval above. or below the accessible level that is less than 500 square feet shall have a sign’
stating a maximum capacity of 5 persons, and the sign shall be placed in a conspicuous location
at the main entrance to the floor level.

) Nute Exampies mciudz dmwbndge. tawars and boat. ’lmfﬁc towers Im:k and: da:m cuniml statzens press
boxes, ami tram dxspatchmg tawers B T R -

Comm 62,1 196 Gran;:s R—Z and R~3 Suhsmute ths foiiﬂwmg werdmg fﬁr ﬁae :
requirements in IBC section 1106.2: Two percent, but not less than one, of each typeof -
parking space provided for occupancies in Groups R-2 and R-3, which are required to have
Type A or Type B dwelling units, shall be accessible. Where ‘parking is provided within or
beneath a buzidmg, acc&smbie parkmg spaces shall alsm be ;zrowéed within or beaeath ﬁm
bm}dmg _ b e e s :
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Comm 62.1107 Accessible dwelling units. Substitute the following wording for the

requirements and exceptions in IBC section 1107.5.4:

W NUMBERA&B TY?E OF EWELLB%IG UNITS (a) Except as specified in subs.
(2) and (3), type A and type B dwelling units complying with ICC/ANST A117.1 shall be
provided in group R-2 and R-3 occupancies in accordance with all of the following: |

- 1 In bmldmgs cﬁntazmngS i(:)i"' more dweilmgumts, ali of tiie dwelling units shall be
type A or type B dwelling units. -~

2. Inbuildings containing more than 20 dwelling units, at least 2 percent; but fiot less
~ " (b) For the purposes of calculating the number of type A and type B dwelling units,
 structurally connected buildings as specified in IBC section 3104 and buildings separated by
fire walls specified in IBC section 70 e

5 shall be coirzmder@danestmcm i

Type A and type B dwelling unifs specified in IBC.

- Note: Ty type B dwelling units specified section 1107.5.4 have the samic meaning as
“covered mﬂufmiyhausmg”asdeﬁmdms 101.132 (1) (d), Stats. Section 101.132 (1) (d), Stats., reads as
follows: **Covered multifamily housing” means any of the follo e

o ..._‘;‘:i','_: Housmg thatasﬁrstmadyforﬂccupancy on ﬂr':aﬁer"ﬂc::_tﬁ&et’i,-- 1993, consisting of 3 or mmc _
g Grade~ieve1 dwciimg mms, mhonsmg ﬁﬁa&ﬁfei&ﬁf&rg that are first féadﬁi for occupéncy on or aﬂér .

October 1,193, consisting of 3 or more dwelling units.”

(2) EXCEPTIONS. (&) Buildings without elevator service, Where no elevator service

- isprovided within a building, only those stories specified in pars, (b) and (c) shall be provided =

- with-dwelling units complying with type A and type B dwelling units. The minimum number
of type A dwelling units shall be determined in accordance with sub. () (@) 2.~

. (b) Onesstory with type B units. At least one story conitaining dwelling units shall be
provided with an accessible entrance from the exterior of the building. All entrances onthe -
accessible story shall be accessible. All dwelling units on that story shall be type A or type B~
divei%ihg;_gfﬁts, e e e v e v T e e G it e e R

- (¢) Additional stories with type B dwelling units. On all other stories that have a.. -
building entrance in proximity to arrival points intended to serve units on that story, as
indicated in subd. a. and b., all dwelling units shall be type A or type B dwelling units. Where
no such arrival points are within 50 feet of the entrance, the closest arrival point shall be used -
uniess that arrival point serves the story specified in par. (b).

1. Where the slopes of the undisturbed sit measured between the planned entrance and
all vehicular or pedestrian arrival points within 50 feet of the planned entrance are 10 percent or
less, all dwelling units served by that entrance on that story shall be type A or type B dwelling
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: 2. Where the slopes of the plarined finished grade measured between the emrance and
all vehicular or pedestrian arrival points within 50 feet of the planned entrance are 10 percent or
iess all dweilmg units served by that entrancc on that story shall be type A or type B dwelling

(d) Muitzstmy dwellmg units.: 1 Multistozy dwaiimg units i{acated in bmldmgs without
elevator service are not reqmred to compiy w:th the reqmremcnts for iype A or type B dwelling
units. . :

: 2. Where a multi ling unit is located in a building with elevator service, the

ey /f-’dv?"lﬁﬂ“umts on thelstory that is jcrv by the elevator'shall comply with the requirements for
e sBtype B dwclimg unit. "THe §tory of the dwelling unit served by the elevator shall be the ™

P 3 > primary enﬁ;&t&the-um\ shall mmpiy wzth the reqmrements for type Aor type B dwe}hn
Sﬁ,:ﬂ’ units, and%teﬂei famhty hai  be-pr 5n that story.

7] {::) Elevatar service m t}ze Iowesi‘ story wsz dwellmg units. Where elevator service in a

S buﬂémg provzdas an accessible route only to the lowest story: camalmng dwelimg units, only

3,:,«? the dweﬁmg umts on: that stm‘y are reqmmd to he type A or. type B units. . S

g

(3) SITE MRACTICALITY EXCBPTXGNS Parsuant to 5. 201 132 {2) {b) 4, and
(c) 2., Stats., the owner may request a reduction in-accessible dwelling’ unitS o™

unprax:ucaizty through the petition for variance procedures specified in ch”Comm 61.
reductzon may mt hc 1sess than Sﬁ percent ef the dweihng umts reqmred_ 0 be accessi

@:

in par.

Note: Section 101.132 (2) (b) 4., Stats., reads as follows: “The department may grant a variance or
. waiver from the ; mqmremcnts under ﬂ:ﬂs paragraph relatmg ’i:o extenor accesmbahty using ﬁw standards and
pmcedures umicr par (r:} Py _ : LR . . :

Note Sectmn li)I 132 (2} {c} 2 Sa:ais s mads as foilews %e depamnent may grant a'variance from
the requirements relating to exterior accessibility under par. (a) 1. or {b), or from administrative rules promulgated
under par. (¢) 2., if the person designing, constructing or remodeling the, hm:smg shows that meeting those
requirements is impractical because of the terrain or unusual characteristics of the site. The- department shalluse a
slope analysis of the: undistarbed site for covered rmﬂtxfann!y imusmg under par.{a)orthe ex;stmg site for
remodeling under par. {b) fo'determine the minimum number of accessible entrances at each site, with a minimum
goal of exterior accessibﬂ:ty of 50% of the dwelling units of covered multifamily housing at one site: The
department may impose specific conditions in granting a variance to promote exterior accessibility of the housing
to persons with disabilities. If the department finds exterior site accessibility is impractical to-all dwcilmgs units at
a site, it may grant a waiver fmm the requzrements nnder par. {a} 1. or {b} v . _ :

Comm 62.1 189 Emergency escaye and rescue. (1) SIGNS Substitutg the followmg
wordmg for the requirements in TBC secnon 1199 1:

(a) General. Except as specified in par (b), reqmred accessible elements shall be
ldem:;ﬁaé by ﬂw Inte:menai Symboi of Accesszbikiy at thf: fﬂlicmng locations:

1. Accessible passenger loading zones.

2. Accessible areas of refuge required by IBC section 1103.2.13.5.
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o 3 &':'éé'_s_sii:}é réém-_sf' whe're:muliip}e s;'ﬁgi_em_ser toilet or bathing rooms are clustered at
asingle location. © T I T :

4. Accessible entrances where not all entrances are accessible.

3. -Accessible check-out aisles where not all aisles are accessible. - The sign, where
provided, shall be above the check-out aisle in the same location as the check-out aisle number
or type of check-out identification,

7. Accessibie dressing, fitting, and locker -rém’hs Y;%xrhtf:re not all such rocms are
accessible, — o T

ce plion. Accessible parking _'sgac_eg required in IBC section 1106 shall be
sign complying with the accessible parking sign requirements specified in s.

{2)OTHER SIGNS. Substitute the ftgjgwﬁagvéﬁrdipg and informational note for the
introductory paragraph in IBC section. 11095 Signage providing directional information,
information about functional spaces, «_ age indicatipg§

be provided as follows:

| | O Seest
. Note: Refer tos. 101.123, Stats, for requirements for designating smoking areas.
Comm 62.1203 Interior environment Substitute the following wording for the

pecial accessibility provisions'shall

re{;uuemantsandexcepnonmEBCsecﬁnn ;121)3_;1_,.;_;.'_igterior'-is}é’gqes;;iﬁtendé&:fpﬁhﬁﬁ;gﬁ'_ L g

- occupancy shall conform to the IMC.

C&iﬁliﬁ*'éﬁ;iﬁﬁg ‘Court l)ramage Subst:mte :th;e_ feikﬁing wording and informational
note for the requirements in IBC section 1205.3.3; The bottom of every court shall be properly

graded and drained.

" =‘N¢t¢:.' Seemm 82 for Tgq sire entsfor storm ?a?er pi;:ing.
Comm 62:1209 Toilet Rooms. These are department rules in addition to the
requirements in IBC section 1209.5:

- (1) 'PRIVACY AND ACCESS. Every toilet room shall be enclosed and separated from.
other areas of the building in a manner that will ensure privacy of the users of the toilet rooms,
Restriction of access to toilet rooms, such as by use of key locks or other similar devices, is
prohibited; except as-providedinsub.(2). - o o e

(2) EXCE?TIGNS .{a) Toilet rooms for a service or filling station that are acces'éﬂd'
from the exterior may be key locked.
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(b) A self-service filling station that has a key- or card-operated fuel dispensing device
which can be used while the station is unattended by an’ empioyee is not required to have toilet
rooms available during the unaﬁﬁndad periods.

(¢) Single-occupant toilet rooms may have privacy locks.

Comm 62.1403 Exterior Wails These are depmﬁnent mies m adghtwn to the
reqmremenis nBC sectma 1403.3: .

1) AR BARRIERS {a) Except as specified in sub. (2}, an apyrnved durable air
retarder shall'be provided when a building component or assembly separates interior
-cenémoned spaa:e frcm an extensr wall system

{b) Th& alr retarder shail be lacatead on the interior Sidi: of the wail insulation.
(2) EXCE?TK}}JS An air retard&r is mt requzrcd m the folicwmg imatmns

_ {a) Where ﬁther appmved means te avmd condensatmn and frost w1t}un ﬁzc wail
asscmbly are provzded o _ : _ _

{b) I;a plam or remfowed concrctc extmoz walis that arae dcmgn&d and consizmcteé m
amerdanoe wzth BC f:haptar }9 : R §

Nnte A}though air retarﬁcrs am 1o reducc transprission of water vapor by convection (air movement),
and vapof retarders are to reduce transmission of water vapor by diffusion, ‘these functions may be combined in a
smgie membrane In pracuce, ceus1derab§y more mmswrc is iransported by c:mvcchen than by dlﬁ‘usma

'_-.}?ROVAL Subst:zmi‘e the

b -ﬂ-faiifamgwcrdmg for the raqmrﬂments in {BC IS@étmia 1407.5: ‘Results of approved tests o an’

engineering analysis shall be made available to the code official Upon request to venfy
cempixance w;lth thae reqmremems of IBC chaptcr 16 for wmﬁ 3oa

{2) F&E*RESISTANCE RATIN G Substmate the folie‘mng wordmg for the N
reqmrements in IBC section 1407.8: Where ACM systems are used on exterior walls required
to-have a fire-resistance rating in accordance with IBC section 704, evidence: shall be made
available to ihe code Officml upon request that the required ﬁre-:eszstance raﬂﬁg is-
maintained. = _ :

(3) FULL-SCALE TESTS. Substitute the following wording for the requirements in
IBC sectmn 14@7 9 4 Results gf ﬁlli-sca}e fire tesis which reﬂect an ﬁﬁd«ase aﬂnﬁguraﬁon
surface ﬂr ihrough the core when exposad on ﬁae extermr face ta a ﬁre source, shali be'made
available 1o the code official upon request, for approval. Such testing shall be performed on
the ACM. system with the ACM in the maximum thickness mtcadeé foruse.
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Comm 62.1505 Roof covering classification. The requirements in Footnote 2 in IBC
’i‘ablf: 15()5 1 -are not mx:luded as ;)axt ﬁf thzs co&e ' :

Comm 62.1506 Roof covering matenais Substitute the following wording for the
requirements in IBC section 1506.3: Roof covering maienals shall conform to the applicable
standards listed in IBC chapter 15. '
v T
Comm 62. 1693 Censtractmn documents {1) LIVE L{}ADS POSTED. Substitute ﬁﬁffw,@gﬁ
the following wordmg for the requirements in IBC section 1603, 7 Where the live loads for
which each floor or portion ﬁaereof of a commercial or industriaMbtilding is or has been
deszgneé to excacd 100 pounés per square foot, such design live ioads shall'be censpzcuously
posted by the owner in that part of each stmfy in whzch they appiy, using durable signs. It shall
be unlawful to remove-or deface saﬂh notices. :

- {2) GCCUPANCY PERMITS Thc reqmrcments m !C section 16{)3 4 are not
B mc}uded as part: cf thls cade i L :

B '_ Comm 62 16{34 in-smi iead tes!:s. Sﬂbstﬁute the foliﬁwmg wording for the
-reqmrcments inIBC section 1604.6: The bmidmg ofﬁx:la;l is authorized to require an
engineering: aaa%yszs or a load test, or both ‘of any construction whenever there is reason to
question the safety of the construction for the mtended occupancy.

Comm 62, 1607 Truck and bus garages. Subsntute the following. wordmg for the
Tequirements in IBC section 1607. 6: Minimum: live loads for garages having trucks'or buses
- shall be as specified in IBC Table 1607.6, but shall not be less than 50 pounds per square foot.

Actuai loads shali be useé where they are greater than the Ieads speclﬁed in thc table

Comm 62.1 698 Snow Loads. {1) GROUND SNOW LOAD Thxs zs a department

is -3altematwe to the requirements in IBC section 1608.2:-

(a) A ground snow load of 35 pounds pm‘ squara foot may be assumed for the south
zone in Figure 62. 16~1

(b)) A ground SHOW ioad of 40 pounds per square feot may be assumed fbr the middle
zone in Figure 62.16-1.

(¢) A ground snow load of 60 pounds per square foot may be assumed for the north
zone in Figure 62.16-1.
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Figure 62.16-1
Ground Snow Load Zones

A2). SNOW EXPOSURE FACTOR. Thisis a department altmauve tothe _
requzréments in, IBC sectmn 16@8 3 1 A SHOW: expesurc facter of i 6 may ‘be used for any ﬁat
roof. . oo el e _

Comm 62.1689 Determznanan oi' wmd ltmﬂs. Tins isa department alternative to the -
raqmremants in IBC section 1609.1.1: For baﬁdmgs that meet all of the foiiamng cendltxons,
wind loads may be determined by applying only Table 6-2 in' ASCE 7-98:

1 The total building volume is less than 50,000 cubic feet.

5] The buﬂdmg hezghi 15 less than 30 feet

(3) The wmd cxpesnfe is Caiegﬁry C.

(4) Roof overhangs are designed to resist an uplift load of at least 30 pounds per square
foot. ' '

Comm 62.1610 Soil lateral loads. Substitute the following Table for IBC Table
1610.1
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. Table 62.1610

Soil Lateral Load °
- _ Unifie d Sail - Active Condition® | . At-rest Condition®
Description of Backfill Material®: -~ Classlﬁ t:amm ngnfLa:erai Sml ... Design Lateral Soil
e . Lead. " Load
o psf Per Foot-of S)epth - psf Per Foot of Depih
Wafibgraded clean graveis gravel & sand mixes | GW o 3ﬂ N 50
Poorly gradled clean gravels; gravel & sandmixes | -~ Gp - | - tagh e o 50 .
Sxitygmvci,pooriygradedgmwi&sandmss oo GNET D i --48- ' R -t ]
Clayey gravel, poorly praded gravel. mixes | . GC.. . .| 45 oo s
Well-graded clean sand; gravel & sand mixes T 8SW. 30 08 (AT . 1|
Poorly graded clean sand; sand & gravel mixes 5P 30 30
Silty sands, poorly graded sand & silt mxxtures BM 45 i . B8
Sand-sﬁt~c§aym1xwath plastefines. o0 S0 SMBC e ' - 65
Clayey sand;’ pﬁoﬁygmdedsand& f:}ayzmxes A 8GTT L s R 100
Inorgamic silts and clayey silts ' -MI; 60 100
Mixture of inorganic silt and ciay i _ ML-CL . | 000800 o) o0 100
.-inergamcclaysefmedmmpiasﬁmty S : "CL 0. o b 100
Organic silt and silty clay, low p!asucxty ' SEQL d d
Inorganic clayey silt, elastic silt SO MH. s B y
Inorganic clays nfhxghpiastzc:ty e SCH 4 N
Orgamc clays and organic silty c}ay S oc 4 e

“The def‘mltxen and ciassxﬁcahnn of soﬂ maimais shaﬁ bei m accardanct: mth ASTM D 2487,

bWhere waH is cxpccted 1o deﬂczt a mmmmm of 0. OOI tmws ’the m‘tauzed sml height Design lateral soil Joads are
for mmst conditions for the speclﬁed soil‘at typical specified cam;aactcd densities. ‘Actual field conditions shall
govern. The lateral pressure of improperly drained, submerged, or saturated soils’ shall include the buoyant unit
soﬁ wmght times- appmpnan: K,, piﬁs ﬁw hydrostatlc pressurc Kq is the z:oaﬂ“icmnt ﬂf aciwe earth pressme

& }“Where wall is expecteé to' deﬂect iess ﬂaan 0.001 I:mcs the rctamad sexi I:exgh Dcs:gn iaiem‘i smi loads are for o
moist candmnns for the specified soil at typn:ai specified compacted densities. ctinal field: conditions shall

govern. The lateral pressure of improperly drained, submerged, or saturated soils shall include the buoyant it

soil weight hmcs a;apmpnate K, pius the hydmstanc pmssure K, is ﬁ;e mefﬁcmnt of earth pressure at rest.

dUnsmtable as backﬁii material,

Comm 62.1612 Fload !oads The reqmrements m IBC secnon 16 12 are not included
as partof ’thxs code.

Comm 62.1614 Earﬂaqnake loads — general. Substitute the foliowmg wording for
the requirements, but not the exceptions,.in IBC section 1614 I:

(1) Every structure, and pertzﬂn thereof shaii a minimum, be designed and
constructed to resist the effects of earthquake mnt;on/ané assigned a Seismic Design Category
as set forth in IBC section 1616.3. Structures determined to be i in Seismic Design Category A,
and the following structures, need only comply w;th the reqmremen IBC section 1616.4.

(a) Structures north of the 4% & contour kine in IBC Figure 1615(2).
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(b) Structures south of the 4% g contour line in IBC Figure 1615(2) that have a site
class of A to C in IBC Table 1615.1.1.. s Tk _ o

~ "0 (o) Structures south of the 4% g contour line in IBC Figure 1615(2) which are
- classified as Category IV.in IBC Table 1604.5 and which-have a site class of D, E or F in IBC
- Table 161511, o o Ak _ B -

~_(2) Structures south of the 4% g contour line inIBC Figure'.l-é'ls(zj}-a&%g%%% are .
classified as Category 1, H.or Il in IBC Table 1604.5 and which have a site class of D, E or F
in IBC Table 1615.1.1 shall comply with the applicable desigh fequirements in IBC sections
1616 through 1623. - T T S AR IR

Comm 62.1615 'Eéﬁiﬁqnake loads — site gx}omiii ;%mﬁnng_ 'Thés’_éj;aré department
alternatives to the contour lines shown in IBC Figures 1615(1) and (2): el

- {1) The contour line in IBC Figure 1615(1) that extends through southem Rock,
WaiWOﬁh,andKen{)Sha Cﬁﬁﬁﬁﬁsm&}’ﬁﬁﬁg}mmﬂ, S IS A _. : : .. o
- (2) The 4% g contour line in TBC Figure 1615(2) may be applied as'occurring in the
location shown in Figure 62.16-2. - o N o
| .. Figure6216-2
Alternate 4% g Contour Location

‘Comm 62.1621 Component certification. The requirements in IBC section 1621 3.5
are not included as part of this code.

11/22/00 62-20





